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OWNER INDEX OF DRAWINGS

CONSULTANTS

WALNUT CREEK SCHOOL DISTRICT

ARCHITECT

STRUCTURAL

MECHANICAL / PLUMBING / FIRE PROTECTION

ELECTRICAL / COMMUNICATIONS

CIVIL

LANDSCAPE

960 YGNACIO VALLEY RD.
WALNUT CREEK,  CA 94596
CONTACT: RUBEN FERNADEZ

HIBSER YAMAUCHI ARCHITECTS, INC.
300 27TH STREET, 2ND FLOOR
OAKLAND, CA 94612
MARCUS HIBER

TEL. (925) 944-6850
FAX. (925) 944-1768

TEL.  (510) 446-2222
FAX   (510) 446-2211

GATES + ASSOCIATE
2671 CROW CANYON ROAD
SAN RAMON, CA 94583
LINDA GATES

TEL.  (925) 736-8176
FAX   (925) 838-8901

BASE DESIGN
582 MARKET STREET, SUITE 1101
SAN FRANCISCO, CA 94104
KATY BRIGGS (650) 796-8290

TEL.  (415) 466-2997

KISTER, SAVIO & REI INC
825 SAN PABLO AVE.
PINOLE, CA 94564
MATT REI (510) 774-5471

TEL.  (510) 222-4020

CAPITAL ENGINEERING
11020 SUN CENTER DRIVE
RANCHO CORDOVA, CA 95670
TOM DUVAL

TEL.  (916) 851-3500

WKM ELECTRICAL CONSULTANTS INC.
3397 MOUNT DIABLO BLVD.
LAFFAYETTE, CA 94549
TIFFANY KANE (925) 324-2650

TEL.  (925) 385-0649

PROJECT LOCATION 

NO SCALEVICINITY MAP

SCOPE OF WORK

GENERAL ALTERATION TO BUILDING:
• BUILDING 400 - CLASSROOM BUILDING INCLUDING INTERIOR MODERNIZATION AND EXTERIOR 

WINDOW & DOOR REPLACEMENT WITH NO STRUCTURAL CHANGES TO THE EXTERIOR

GENERAL ALTERATION TO BUILDINGS:
• BUILDING 300 - CLASSROOM BUILDING
• MODULAR BUILDING 350 - CLASSROOM & ADMINISTRATION BUILDINGS
• MODULAR BUILDING 500 - CLASSROOM BUILDING
• BUILDING 'L' - LIBRARY BUILDING

MINOR HVAC AND/OR FIRE ALARM ALTERATIONS TO BUILDINGS:
• BUILIDNG 700 - GYMNASIUM BUILDING
• BUILDING 800 - LOCKER ROOM BUILDING

SITE WORK
• ENTRY CANOPY AND WALKWAY STRUCTURE
• RECONFIGURATION OF PARKING
• PLAZA AT EAST CAMPUS
• PLAZA AT WEST CAMPUS
• ASSOCIATED ACCESSIBILITY SITE WORK

APPLICABLE CODES

NOTE: SEE SHEET A0.02 FOR GENERAL AND ADMINISTRATIVE NOTES

INCREMENT I

REHABILITATION OF BUILDINGS:
• BUILDING 100 - CLASSROOM & ADMINISTRATION BUILDING
• BUILDING 150 - CLASSROOM BUILDING
• BUILDING 200 - CLASSROOM BUILDING

INCREMENT II

INCREMENT I

1 E0.10 ELECTRICAL TITLE 24 EXTERIOR LIGHTING

1 E1.01S ELECTRICAL EXISTING SITE LIGHTING AND POWER PLAN

1 E1.02S ELECTRICAL REVISED SITE LIGHTING AND POWER PLAN

1 E1.03S ELECTRICAL EXISTING SITE SIGNAL PLAN

1 E1.04S ELECTRICAL REVISED SITE SIGNAL PLAN

1 E2.04 ELECTRICAL LIGHTING PLANS BUILDING 300

1 E2.05 ELECTRICAL LIGHTING PLANS BUILDING 350 MODULARS

1 E2.06 ELECTRICAL LIGHTING PLANS BUILDING 400

1 E2.07 ELECTRICAL LIGHTING PLANS LIBRARY

1 E2.08 ELECTRICAL LIGHTING PLANS BUILDING 500

1 E3.05 ELECTRICAL POWER AND DATA PLANS BUILDING 300

1 E3.06 ELECTRICAL POWER AND DATA PLANS BUILDING 350 MODULARS

1 E3.07 ELECTRICAL POWER AND DATA PLANS BUILDING 400

1 E3.08 ELECTRICAL POWER ROOF PLANS BUILDING 400

1 E3.09 ELECTRICAL POWER AND DATA PLANS LIBRARY

1 E3.10 ELECTRICAL POWER AND DATA PLANS BUILDING 500

1 E3.13 ELECTRICAL POWER PLAN AND DATA PLANS BUILDINGS 700 AND 800

1 E4.04 ELECTRICAL SIGNAL PLANS BUILDING 300

1 E4.05 ELECTRICAL SIGNAL PLANS BUILDING 350 MODULARS

1 E4.06 ELECTRICAL SIGNAL PLANS BUILDING 400

1 E4.07 ELECTRICAL SIGNAL PLANS BUILDING 500

1 E4.10 ELECTRICAL SIGNAL PLANS BUILIDNGS 700 AND 800

1 E5.04 ELECTRICAL FIRE ALARM PLANS BUILDINGS 300

1 E5.05 ELECTRICAL FIRE ALARM PLANS BUILDING 350 MODULAR BUILDINGS

1 E5.06 ELECTRICAL FIRE ALARM PLANS BUILDING 400

1 E5.07 ELECTRICAL FIRE ALARM PLANS BUILDING LIBRARY

1 E5.08 ELECTRICAL FIRE ALARM PLANS BUILDING 500

1 E5.11 ELECTRICAL DEMOLITION FIRE ALARM PLANS BUILDINGS 700 AND 800

1 E5.12 ELECTRICAL REVISED FIRE ALARM PLANS BUILDINGS 700 & 800

1 E6.01 ELECTRICAL FIRE ALARM NOTES

1 E6.02 ELECTRICAL FIRE ALARM RISER

1 E6.03 ELECTRICAL FIRE ALARM RISER

1 E6.04 ELECTRICAL FIRE ALARM CALCULATIONS

1 E6.05 ELECTRICAL FIRE ALARM CALCULATIONS

1 E7.01 ELECTRICAL DATA DETAILS

1 E7.02 ELECTRICAL DATA DETAILS

CIVIL

1 C1.01A CIVIL DEMOLITION PLAN EAST CAMPUS

1 C1.01B CIVIL DEMOLITION PLAN WEST CAMPUS

1 C1.02A CIVIL SITE PLAN EAST CAMPUS

1 C1.02B CIVIL SITE PLAN WEST CAMPUS

1 C1.03A CIVIL UTILITY PLAN EAST CAMPUS

1 C1.03B CIVIL UTILITY PLAN WEST CAMPUS

1 C1.04 CIVIL DETAILS

1 C1.05 CIVIL DETAILS

1 C1.06 CIVIL DETAILS

1 C2.01A EROSION CONTROL PLAN EAST CAMPUS

1 C2.01B EROSION CONTROL PLAN WEST CAMPUS

1 C3.01 GENERAL NOTES, EROSION CONTROL NOTES, & POLLUTION PREVENTION

1 C3.02 EROSION CONTROL DETAILS

LANDSCAPE

1 L0.1 COVER SHEET

1 L0.2 LAYOUT NOTES & LEGEND

1 L0.3 PLANTING NOTES & LEGEND

1 L1.1 DIMENSION PLAN

1 L1.2 DIMENSION PLAN

1 L2.1 PLANTING PLAN

1 L2.2 PLANTING PLAN

1 T1 TREE DISPOSTION PLAN

1 T2 TREE DISPOSTION PLAN

1 L3.1 PLANTING PLAN

1 L3.2 PLANTING PLAN

1 L4.1 IRRIGATION PLAN

1 L4.2 IRRIGATION PLAN

1 L4.3 IRRIGATION NOTES AND LEGEND

1 L4.4 IRRIGATION DETAILS

1 L5.1 CONSTRUCTION DETAILS

1 L5.2 CONSTRUCTION DETAILS

1 L5.3 CONSTRUCTION DETAILS

ARCHITECTURAL

1 A0.01A TITLE SHEET

1 A0.02 SYMBOLS, LEGENDS AND ABBREVIATIONS

1 A0.03 BUILDING INFORMATION & CODE ANALYSIS SITE PLAN

1 A0.04 FIRE LIFE SAFETY SITE PLAN

1 A0.11 CODE ANALYSIS EXIT PLAN - BLDG 300, 350 MODULARS, & 400

1 A0.12 CODE ANALYSIS EXIT PLAN - BLDG 500

1 A1.01 SITE PLAN - DEMOLITION

1 A1.02 SITE PLAN

1 A1.03 FRONT ENTRY - SITE PLAN AND CANOPY PLAN

1 A1.04 FRONT ENTRY - CANOPY ELEVATIONS & SECTIONS

1 A1.05 ENLARGED SITE PLANS

1 A1.06 SITE DETAILS/GATE SCHEDULE

1 A1.07 SITE DETAILS

1 A1.08 SITE DETAILS

1 A2.03 BUILDING 300 & 350 MODULARS - DEMOLITION PLANS

1 A2.04 BUILDING L & 400 - DEMOLITION PLANS

1 A2.05 BUILDING 500 - DEMOLITION FLOOR PLAN

1 A2.07 BUILDING 700 & 800 - DEMOLITION PLAN

1 A2.10 BUILDING 300 & 350 MODULARS - FLOOR  PLANS

1 A2.11 BUILDING L & 400 - FLOOR PLAN

1 A2.12 BUILDING 500 - FLOOR PLAN

1 A2.14 BUILDING 700 & 800 - FLOOR PLAN

1 A2.16 DEMOLITION ROOF PLANS - BLDGS 300, L, 350 MODULARS & 400

1 A2.17A DEMOLITION ROOF PLANS - BLDGS 500 & 700

1 A2.19 ROOF PLANS - BLDGS 300, L, 350 MODULARS & 400

1 A2.20A ROOF PLANS - BLDGS 500 & 700

1 A2.22 BLDG 300 & 350 MODULARS, 400, & L - DOOR PLANS & SCHEDULE

1 A2.23 BLDG 500 & 700 DOOR PLANS & SCHEDULE

1 A2.25 WINDOW TYPES & SCHEDULE

1 A3.04 BUILDING 300 & 350 MODULARS -  EXTERIOR ELEVATIONS

1 A3.05 BUILDING 350 MODULARS & L - EXTERIOR ELEVATIONS

1 A3.06 BUILDING 400 & 500 - EXTERIOR ELEVATIONS

1 A3.32 BLDG 400 - SECTION & WALL SECTIONS

1 A4.01 ENLARGED FLOOR PLANS

1 A5.07 INTERIOR ELEVATIONS

1 A5.08 INTERIOR ELEVATIONS

1 A5.09 INTERIOR ELEVATIONS

1 A5.10 INTERIOR ELEVATIONS

1 A5.11 INTERIOR ELEVATIONS

1 A5.12 INTERIOR ELEVATIONS

1 A6.03 BUILDING 300 & 350 MODULARS - DEMO REFLECTED CEILING PLANS

1 A6.04 BUILDING L & 400 - DEMO REFLECTED CEILING  PLANS

1 A6.05 BUILDING 500 - DEMO REFLECTED CEILING PLAN

1 A6.07 BUILDING 700 - DEMO REFLECTED CEILING PLAN

1 A6.10 BUILDING 300  & MODULARS - REFLECTED CEILING PLANS

1 A6.11 BUILDING L & 400 - REFLECTED CEILING PLANS

1 A6.12 BUILDING 500 - REFLECTED CEILING PLAN

1 A6.14 BUIDLING 700 - REFLECTED CEILING PLAN

1 A8.04A WINDOW DETAILS

1 A8.11 ROOF DETAILS

1 A8.12 ROOF DETAILS

1 A9.01A WALL TYPES AND DETAILS

1 A9.02A DOOR & WINDOW DETAILS

1 A9.03 SUSPENSION SYSTEM FOR GYP. BD. CEILING & GYP. BD. CEILING DETAILS

1 A9.06 SUSPENSION SYSTEM FOR LAY-IN PANEL CEILING - DETAILS

1 A9.10A INTERIOR DETAILS & CASEWORK DETAILS

1 A9.11 INTERIOR DETAILS & TOILET ROOM DETAILS

1 A9.21 ACCESSIBILITY DETAILS

INTERIORS

1 ID1.00 FINISH SCHEDULE

1 ID2.02 BUILDING 300, 350 MODULARS, & 500 - FLOORING FINISH  PLANS

1 ID2.03 BUILDING L & 400 - FLOORING FINISH PLANS

1 ID2.06 BUILDING 300, 350 MODULARS, & 500 - PAINT FINISH PLANS

1 ID2.07 BUILDING L & 400 - PAINT FINISH PLANS

1 ID2.09 INTERIOR ELEVATIONS - WALL GRAPHICS

SIGNAGE

1 SG1.01 SIGNAGE SCHEDULE

1 SG2.02 BUILDING 300, 350 MODULARS, & 500 - SIGNAGE PLANS

1 SG2.03 BUILDING L & 400 - SIGNAGE PLANS

1 SG9.01 SIGNAGE DETAILS

STRUCTURAL

1 S1.0 SYMBOLS AND ABBREVIATIONS

1 S1.1 GENERAL NOTES

1 S2.4 BLDG 400 - FOUNDATION PLAN AND ROOF FRAMING PLANS

1 S2.7 DROPOFF CANOPY AND WALKWAY - FOUNDATION AND ROOF FRAMING PLAN

1 S5.0 TYPICAL CONCRETE DETAILS

1 S5.1 TYPICAL CONCRETE DETAILS

1 S5.2 FOOTING DETAILS

1 S7.0 STEEL FRAMING DETAILS

1 S7.1 TYPICAL STEEL DECK DETAILS

1 S8.0 WOOD DETAILS

1 S8.1 WOOD DETAILS

1 S8.2 WOOD DETAILS

MECHANICAL

1 M0.1A HVAC LEGENDS AND NOTES

1 M0.2A HVAC SCHEDULES

1 M1.3 BUILDING 300 & 350 MODULARS - HVAC DEMOLITION PLAN

1 M1.4 BUILDING L & 400 - HVAC DEMOLITION PLAN

1 M1.5 BUILDING 500 - HVAC DEMOLITION PLAN

1 M2.3 BUILDING 300 & 350 MODULARS - HVAC FLOOR PLAN

1 M2.4 BUILDING L & 400 - HVAC FLOOR PLAN

1 M2.5 BUILDING 500 - HVAC FLOOR PLAN

1 M2.7 BUILDING 700 - HVAC FLOOR PLAN

1 M3.4 BUILDING 400 - HVAC ROOF PLAN

1 M5.1A HVAC DETAILS

1 M5.2A HVAC DETAILS

1 M6.1A HVAC CONTROL DIAGRAMS

1 M6.2A HVAC CONTROL DIAGRAMS

1 M7.1A HVAC TITLE 24 DOCUMENTATION

PLUMBING

1 P0.1A PLUMBING LEGEND, SCHEDULE AND NOTES

1 P0.2A PLUMBING FIXTURE SPECIFICATIONS AND CONNECTION SCHEDULE

1 P1.3 BUILDING 300 & 350 MODULARS - PLUMBING DEMOLITION PLAN

1 P1.4 BUILDING L & 400 - PLUMBING DEMOLITION PLAN

1 P1.5 BUILDING 500 - PLUMBING DEMOLITION PLAN

1 P1.7 BUILDING 700 - PLUMBING DEMOLITION PLAN

1 P2.3 BUILDINGS 300 & 350 MODULARS - PLUMBING FLOOR PLAN

1 P2.4 BUILDING L & 400 - PLUMBING FLOOR PLAN

1 P2.5 BUILDING 500 - PLUMBING FLOOR PLAN

1 P2.7 BUILDING 700 - PLUMBING FLOOR PLAN

1 P5.1 PLUMBING DETAILS

ELECTRICAL

1 E0.01 ELECTRICAL SYMBOLS, NOTES AND SCHEDULES

1 E0.02 ELECTRICAL ONE-LINE DIAGRAM

1 E0.03 ELECTRICAL PANEL SCHEDULES

1 E0.04 ELECTRICAL DETAILS

1 E0.05 ELECTRICAL DETAILS

1 E0.06 ELECTRICAL DETAILS

1 E0.07 ELECTRICAL DETAILS

1 E0.08 ELECTRICAL TITLE 24 POWER

1 E0.09 ELECTRICAL TITLE 24 INTERIOR LIGHTING

INCREMENT I

INDICATES INCLUDED IN THIS SUBMITTAL

INCREMENT I

STATEMENT OF GENERAL CONFORMANCE
BELOW IS A STATEMENT OF GENERAL CONFORMANCE
AS PER DSA IR A-18 AND/OR IR A-19:

STATEMENT FOR ARCHITECTS / ENGINEERS WHO UTILIZE PLANS 
(INCLUDING BUT NOT LIMITED TO SHOP DRAWINGS) PREPARED BY OTHER 

LICENSED DESIGN PROFESSIONALS AND/OR CONSULTANTS (FOR 
PERFORMANCE SPECIFICATION ITEMS)

THE STRUCTURAL, MECHNICAL, PLUMBING, ELECTRICAL, CIVIL  AND 
LANDSCAPE DRAWINGS LISTED IN THE SHEET INDEX AND/OR SPECIFICATIONS 
AND/OR CALCULATIONS HAVE BEEN PREPARED BY OTHER DESIGN 
PROFESSIONALS WHO ARE LICENSED AND AUTHORIZED TO PREPARE SUCH 
DRAWINGS IN THIS STATE.  THESE DOCUMENTS HAVE BEEN EXAMINED BY ME 
AND HAVE BEEN FOUND TO MEET THE APPROPRIATE REQUIREMENTS OF TITLE 
24, CALIFORNIA CODE OF REGULATIONS AND THE PROJECT SPECIFICATIONS 
PREPARED BY ME.  THE ITEMS LISTED IN THE INDEX OF DRAWINGS ARE 
ACCEPTABLE FOR INCORPORATION INTO THE CONSTRUCTION OF THIS 
PROJECT FOR WHICH I AM THE INDIVIDUAL DESIGNATED TO BE IN GENERAL 
RESPONSIBLE CHARGE (OR FOR WHICH I HAVE BEEN DELEGATED 
RESPONSIBILITY FOR THIS POSITION OF THE WORK).

THE STATEMENT OF GENERAL CONFORMANCE "SHALL NOT BE CONSTRUED AS 
RELIEVING ME OF MY RIGHTS, DUTIES, ADN RESPONSIBILITIES UNDER 
SECTIONS 17302 AND 81138 OF THE EDUCATION CODE AND SECTIONS 4-336, 
4-341, AND 4-344" OF TITLE 24, PART 1. (TITLE 24, PART 1, SECTION 4-317 (B)).

I FIND THAT ALL DRAWINGS OR SHEETS LISTED ON THIS COVER SHEET ARE IN 
GENERAL CONFORMANCE WITH THE PROJECT DESIGN, AND HAVE BEEN 
COORDINATED WITH THE PROJECT PLANS AND SPECIFICATIONS.

SIGNATURE OF THE ARCHITECT/ENGINEER DATE
DESIGNATED TO BE IN GENERAL RESPONSIBLE CHARGE

ARCHITECT OF RECORD LICENSE # EXPIRATION DATE

MARCUS HIBSER C-27362 1-31-2021

REHABILITATION AND ADDITION OF BUILDINGS:
• BUILDING 600 - MULTIPURPOSE & CLASSROOM BUILDING

INCREMENT III

TOTAL # OF SHEET IN SET : 181

ALL WORK PERFORMED UNDER THIS CONTRACT IS TO CONFORM TO THE FOLLOWING 
CODES AND REGULATIONS:

2019 CALIFORNIA BUILDING STANDARDS ADMINISTRATIVE CODE,
PART 1, TITLE 24, CALIFORNIA CODE OF REGULATIONS (CCR)

2019 CALIFORNIA BUILDING CODE (CBC), PART 2, TITLE 24, CCR BASED ON THE
2018 INTERNATIONAL BUILDING CODE (IBC) WITH 2019 CALIFORNIA AMENDMENTS)

2019 CALIFORNIA ELECTRICAL CODE (CEC), PART 3, TITLE 24, CCR BASED ON THE
2020 NATIONAL ELECTRICAL CODE (NEC) WITH 2019 CALIFORNIA AMENDMENTS)

2019 CALIFORNIA MECHANICAL CODE (CMC), PART 4, TITLE 24, CCR BASED ON THE
2018 UNIFORM MECHANICAL CODE (UMC) WITH 2019 CALIFORNIA AMENDMENTS)

2019 CALIFORNIA PLUMBING CODE (CPC), PART 5, TITLE 24, CCR BASED ON THE
2018 UNIFORM PLUMBING CODE (UPC) WITH 2019 CALIFORNIA AMENDMENTS)

2019 CALIFORNIA ENERGY CODE, PART 6, TITLE 24 CCR

2016 SAFETY CODE FOR ELEVATORS AND ESCALATORS
(ASME A17.1-2016)

2019 CALIFORNIA FIRE CODE (CFC), PART 9, TITLE 24, CCR BASED ON THE
2015 INTERNATIONAL FIRE CODE (IFC) WITH 2019 CALIFORNIA AMENDMENTS)

2019 CALIFORNIA EXISTING BUILDING CODE, PART 10, TITLE 24 CCR
(2015 IEB CODE AND CALIFORNIA AMENDMENTS)

2019 CALIFORNIA GREEN BUILDING CODE (CALGreen), PART 11, TITLE 24, CCR

2019 CALIFORNIA REFERENCED STANDARDS, PART 12, TITLE 24 CCR

TITLE 19 CCR, PUBLIC SAFETY, STATE FIRE MARSHAL REGULATIONS

2010 ADA STANDARDS FOR ACCESSIBLE DESIGN

NFPA 13 INSTALLATION OF SPRINKLER SYSTEMS 2016 EDITION
NFPA 14 INSTALLATION OF STANDPIPE SYSTEMS 2013 EDITION
NFPA 17 STANDARD FOR DRY CHEMICAL EXTINGUISHING SYS. 2017 EDITION
NFPA 17A STANDARD FOR WET CHEMICAL SYS. 2017 EDITION
NFPA 20 INSTALLATION OF STATIONARY PUMPS 2016 EDITION
NFPA 24 INSTALLATION OF PRIVATE FIRE MAINS 2016 EDITION
NFPA 72 NATIONAL FIRE ALARM AND SIGNALING CODE 2016 EDITION
NFPA 80 FIRE DOORS AND OTHER OPENING PROTECTIVES 2016 EDITION
NFPA 92 STANDARD FOR SMOKE CONTROL SYSTEMS 2015 EDITION
NFPA 253 CRITICAL RADIANT FLUX OF FLOOR COVERING SYS 2015 EDITION
NFPA 2001 CLEAN AGENT FIRE EXTINGUISHING SYSTEM 2015 EDITION

REFERENCE CODE SECTIONS FOR APPLICABLE STANDARDS - 2019 CBC CHAPTER 35 AND 
2019 CFC CHAPTER 45

THE ABOVE CODES AND REGULATIONS REFER TO THE LATEST EDITION OR REVISION IN 
FORCE ON THE DATE OF THE CONTRACT, UNLESS OTHERWISE STATED. NOTHING ON THE 
DRAWINGS IS TO BE CONSTRUED AS REQUIRING OR PERMITTING WORK THAT IS 
CONTRARY TO THE LISTED CODES AND REGULATIONS, OR OTHER LOCAL, STATE OR 
FEDERAL CODES OR REGULATIONS WHICH MAY BE APPLICABLE.

COMPLIANCE WITH CFC CHAPTER 33, FIRE SAFETY DURING CONSTRUCTION AND 
DEMOLITION, AND CBC CHAPTER 33, SAFETY DURING CONSTRUCTION WILL BE 
ENFORCED.

SITE WORK:
• TWO SHADE STRUCTURES AT EAST CAMPUS PLAZA

Delta Date Revisions By

DEFERRED APPROVALS

1. ENTRY SIGN PER LANDSCAPE DRAWINGS SHEET L1.1 AND 6/L4.2
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4/20/20
1" = 40'-0"

1
SITE PLAN - DEMOLITIONSITE PLAN - DEMOLITION

0' 10' 20' 40' 80'

02.23 (E) LIGHT POST TO REMAIN, TYP.

02.35 (E) WHEEL STOP TO REMAIN, TYP. OF (12)

02.59 (E) MODULAR COVERED WALKWAY COLUMN, TYP. SEE PARTIAL PLAN THIS
SHEET.

02.67 (E) MODULAR WALKWAY CANOPY (APPL #01-106284 DEFERRED
APPROVAL) FIVE MODULES TO REMAIN

02.68 (E) CHAIN LINK FENCE TO REMAIN

02.97 (E) VAN ACCESSIBLE PARKING STALL, TYP.

D2.39 REMOVE (E) BENCH. REMOVE FOOTING

D2.43 REMOVE (E) STAND ALONE CLASSROOM BUILDING 401 (APPL 12173)
COMPLETELY. NOTE THAT BUILDING IS NOT STRUCTURALLY CONNECTED
TO BUILDING 400.  S.P.D., S.M.D. & S.E.D.

D2.44 REMOVE (E) STRIPING, TYP.

D2.46 REMOVE (E) TREE, TYP. S.L.D.

D2.47 REMOVE (E) CHAIN LINK FENCE, POSTS, AND POST FOOTINGS

D2.49 RELOCATE (E) FIRE HYDRANT, SEE A1.01

D2.50 REMOVE (E)  CONCRETE WALKWAY AT (N) PARKING AREA. S.C.D.

D2.51 REMOVE (E) SOIL AND REGRADE FOR (N) PARKING. S.C.D.

D2.52 REMOVE (E) PAINTED I.S.A. SYMBOL, TYP. OF (2)

D2.53 REMOVE BOLLARDS, CONCRETE PAD, AND EXISTING AC UNIT, S.C.D

D2.98 (E) SHEDS TO BE REMOVED

D2.127 REMOVE (E) CONDENSING UNIT AND CONCRETE PAD, TYP. S.M.D. PATCH
AND REPAIR (E) WALL TO MATCH (E)

D2.128 RELOCATE CONTAINER, CONFIRM WITH OWNER

D2.162 REMOVE PORTION OF (E) MODULAR COVERED WALKWAY. REMOVE ROOF
AND FRAMING MODULE INCLUDING GUTTER AND DOWNSPOUT FOR AREA
SHOWN. SEE PARTIAL PLAN THIS SHEET.

D2.165 REMOVE (E) MODULAR COVERED WALKWAY COLUMN AN COLUMN
FOOTING. SEE PARTIAL PLAN THIS SHEET.

D2.176 CLEAR AND GRUB THIS AREA FOR NEW WORK, SEE SHEETS L1.0 AND
C1.01A

D2.177 REMOVE (E) PAVEMENT MARKING, SEE 2/A1.05

D2.234 REMOVE (E) TRUNCATED DOMES. PATCH AND REPAIR FOR (N). SEE SITE
PLAN

LEGEND

INCREMENT I

SHEET GENERAL NOTES

KEY NOTES

1. SEE CIVIL SITE DEMOLITION SHEETS C1.01A AND C1.01B FOR ADDITIONAL 
INFORMATION.

2. NO DEMOLITION SHALL BEGIN UNTIL THE DEMOLITON WORK HAVE BEEN APPROVED 
BY DSA.

1/4" = 1'-0"
2

CANOPY FRAMING - DEMO PLANCANOPY FRAMING - DEMO PLAN
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180181180
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BRACE PLATE "A" EZ. END

2"

RELOCATED (E)13Cx3.25, 
12 GA. BEAM

(E) 10"x10"X3/16" TUBE 
STL. COL.

(E)13Cx3.25, 
12 GA. BEAM

(E) BRACE 
PLATE "A"

(E)13Cx3.25, 12 GA. BEAM

(E) CLIP

/4 A1.02

TRIM @ METAL DECKING EDGE  C-C

#10 SMS. @ 7" O.C. @ 
PERIMETER BEAMS, 
TYP. (12) PER SHEET

ELEVATION  B-BCOVER CAP OR CLIP  A-A

ETE

C-27362

RENEWAL

O

S
T

TA

CI
L

E

T

AI
N

C

RDATE

F LA IC
FO

ESN I
CHD AR

E
R

IB
. HUS A

A
M

R

C S

01-31-2019

ISSUE DATE: BY:

1/16" = 1'-0"GRAPHIC SCALES:

5'0 50' 0 5'

1/8" = 1'-0" 1/4" = 1'-0"

25' 0 1' 12'

1/2" = 1'-0"

0 1' 6' 0

1" = 1'-0"3/4" = 1'-0"

4' 0 1'

1 1/2" = 1'-0"

03' 2' 0

A REDUCED PRINT SCALE ACCORDINGLY

IF THIS SHEET IS NOT 30"x42" , IT IS

3" = 1'-0"

1'

Client Project Number:

Sheet

Drawn By:

Checked By:

Revit Version:

Facility

Project

Sheet Title

Scale:

Sheet

HY Architects Project number:

This document is the property of the Owner and is not to be used without his written permission

Architect/Engineer Of Record:_________________________________________________

MH4/20/20

DSA APPROVAL
INCREMENT I

of

Issue Date:

Revisions#

4
/2

0
/2

0
2

0
 2

:0
4

:4
8

P
M

C
:\
U

se
rs

\ld
e
lla

m
a

g
g

io
ra

\D
o

cu
m

e
n

ts
\5

2
4

1
_

W
A

L
N

U
T

_
C

R
E

E
K

_
IN

T
_
R

1
9

_
ce

n
tr

a
l_

ld
e

lla
m

a
g

g
io

ra
@

h
y-

a
rc

h
.c

o
m

.r
vt

As indicated

2019

CD

CD

MODERNIZATION AND
RECONFIGURATION PROJECT

SITE PLAN

A1.02
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4/20/20

1" = 40'-0"
1

SITE PLANSITE PLAN

02.59 (E) MODULAR COVERED WALKWAY COLUMN, TYP. SEE PARTIAL PLAN THIS
SHEET.

02.66 (E) CONCRETE WALKWAY

02.97 (E) VAN ACCESSIBLE PARKING STALL, TYP.

03.01 CONCRETE PAVING, TYP. S.C.D. & S.L.D.

03.02 CONCRETE  WALKWAY S.C.D. & S.L.D.

03.05 CONCRETE BENCH, TYP. S.L.D.

03.06 WHEEL STOPS, SEE DETAIL 7/A1.07

05.14 PAINTED METAL PANEL FENCING SYSTEM, TYP,

07.02 ROOF OUTLINE ABOVE

07.09 PROVIDE END CAP AT (E) WALKWAY GUTTER WHERE PORTION OF
MODULAR WALKWAY REMOVED. SEE 3 AND 4/A1.02 SIMILAR

23.06 CONDENSING UNIT ON CONCRETE PAD. S.M.D.

23.13 HVAC UNIT ON CONCRETE PAD. S.M.D.

26.01 LIGHT POST S.E.D.

32.01 ARTIFICIAL TURF S.L.D.

32.05 FIXED BOLLARD, SEE DETAIL 3/A1.08

32.06 4" STRIPING, PAINT WHITE, TYP

32.07 TREE, S.L.D.

32.12 CHAIN LINK FENCE AND GATE, SEE A1.06

32.13 PEDESTAL DRINKING FOUNTAIN AND BOTTLE FILLER, SEE 10/A1.08

32.15 LANDSCAPE FURNISHINGS TYP, SEE LANDSCAPE PLANS

32.16 PEBBLES TYP , SEE LANDSCAPE PLANS

32.19 CHAIN LINK FENCE, POSTS AND FOOTING, 7'-0" HIGH FENCE SEE DETAIL
3/A1.06

32.21 TOW AWAY SIGN, POST AND FOOTING. SEE DETAIL 4&5/A1.07

32.24 FUTURE SHADE STRUCTURE. NOT PART OF INCREMENT 1 OF THIS
APPLICATION

LEGEND

0' 10' 20' 40' 80'

PARKING COUNT
OVERALL 
SPACES

ACCESSIBLE 
SPACES

VAN ACC. 
SPACES

PARKING LOT 1

PARKING LOT 2

PARKING LOT 3

PARKING LOT 4

TOTAL PROVIDED

*NO NET CHANGE TO EXISTING PARKING COUNT

10 1

28 1

31 1

81 4 2

SHEET GENERAL NOTES
1. REFER TO ELECTRICAL, CIVIL AND LANDSCAPE DRAWINGS FOR ADDITIONAL 

INFORMATION
2. SEE SHEET A0.03 FOR ACCESSIBLE PATH OF TRAVEL

INCREMENT I

KEY NOTES

REQUIRED 
PER TABLE 
211B-208.2

(E) 
NO WORK

2

2

3

12
(E) 

NO WORK

4

1/4" = 1'-0"
2

CANOPY FRAMING PLANCANOPY FRAMING PLAN
1 1/2" = 1'-0"

3
CANOPY FRAMING - BEAM @ COLUMNCANOPY FRAMING - BEAM @ COLUMN

1/4" = 1'-0"
4

CANOPY FRAMING - COVER CLIP AND EDGE TRIM DETAILSCANOPY FRAMING - COVER CLIP AND EDGE TRIM DETAILS
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1/16" = 1'-0"
1

ENLARGED SITE PLAN - BUILDING 600 COURTYARDENLARGED SITE PLAN - BUILDING 600 COURTYARD

1/16" = 1'-0"
2

ENLARGED SITE PLAN - DROP-OFF / PICK-UPENLARGED SITE PLAN - DROP-OFF / PICK-UP

LEGEND

INCREMENT I

SHEET GENERAL NOTES
02.23 (E) LIGHT POST TO REMAIN, TYP.

02.27 (E) CONCRETE WALKWAY

02.87 (E) 36" X 36 INTERNATIONAL SYMBOL OF ACCESSIBILITY PER DETAIL
2/A1.07

02.88 (E) ACCESS AISLE W/ 4" BLUE BORDER,TYP

02.89 (E) 4" WHITE STRIPING AT 3' ON CENTER, TYP

02.90 (E) 12" H WHITE LETTERS STATING "NO PARKING, TYP.

02.91 (E) WHEEL STOP PER DETAIL 7/A1.07

02.92 (E) PARKING SIGN PER DETAIL 1/A1.07

02.94 (E) CONCRETE CURB

02.95 (E) ACCESSIBLE RAMP

02.96 (E) 1/4" X 1/4" DETECTABLE WARNING GROOVES AT TOP OF RAMP

03.01 CONCRETE PAVING, TYP. S.C.D. & S.L.D.

32.01 ARTIFICIAL TURF S.L.D.

32.02 PERFORATED METAL SCREEN FENCE, TYP. SEE DETAILS
11-13-14-15/A1.08.

32.07 TREE, S.L.D.

32.10 PERFORATED METAL PANEL LOW FENCE. SEE SPECS & DETAILS 19
& 20/A1.08

32.11 CONC. SEAT WALL W/ PERFORATED METAL PANEL. SEE SHEET L4.3

32.13 PEDESTAL DRINKING FOUNTAIN AND BOTTLE FILLER, SEE 10/A1.08

32.15 LANDSCAPE FURNISHINGS TYP, SEE LANDSCAPE PLANS

32.16 PEBBLES TYP , SEE LANDSCAPE PLANS

32.22 WHITE PARKING STRIPING, 3" WIDE

32.23 WHITE CROSSWALK STRIPING, 4" WIDE

32.25 WIRE MESH FENCING, SEE DET 29/A1.06. SEE GATE SCHEDULE

32.26 TRUNCATED DOMES PER DETAIL 6/A1.07

KEY NOTES

1/8" = 1'-0"
3

EXISTING ENLARGED PARKING PLANEXISTING ENLARGED PARKING PLAN

1. SEE DETAIL 10/A9.02A FOR EXTERIOR DOOR THRESHOLDS.
2. FOR ACCESSIBLE FLOOR CLEARANCE REQUIREMENTS AT GATES SEE DETAIL 

14/A9.21

Delta Date Revisions By

180181

A1.08

6

32.10 32.02

32.22

WALNUT BLVD.  

DN

32.23

32.26

3
6
"

FLUSH TRANSITION

FLUSH 
TRANSITION

32.14

G4G3

G5

100' - 0" DROP-OFF AREA

32.28

1/16" = 1'-0"
2

ENLARGED SITE PLAN - DROP-OFF / PICK-UPENLARGED SITE PLAN - DROP-OFF / PICK-UP

32.23 WHITE CROSSWALK STRIPING, 4" WIDE

32.25 WIRE MESH FENCING, SEE DET 29/A1.06. SEE GATE SCHEDULE

32.26 TRUNCATED DOMES PER DETAIL 6/A1.07

32.27 VAN ACCESSIBLE PARKING SIGN. SEE DETAIL 1/A1.07A/ OR

32.28 PAINT CURB RED FOR DROP-OFF AREA

02.23 (E) LIGHT POST TO REMAIN, TYP.

02.27 (E) CONCRETE WALKWAY

02.87 (E) 36" X 36 INTERNATIONAL SYMBOL OF ACCESSIBILITY PER DETAIL
2/A1.07

02.88 (E) ACCESS AISLE W/ 4" BLUE BORDER,TYP

02.89 (E) 4" WHITE STRIPING AT 3' ON CENTER, TYP

02.90 (E) 12" H WHITE LETTERS STATING "NO PARKING, TYP.

02.91 (E) WHEEL STOP PER DETAIL 7/A1.07

02.92 (E) PARKING SIGN PER DETAIL 1/A1.07

02.94 (E) CONCRETE CURB

02.95 (E) ACCESSIBLE RAMP

02.96 (E) 1/4" X 1/4" DETECTABLE WARNING GROOVES AT TOP OF RAMP

03.01 CONCRETE PAVING, TYP. S.C.D. & S.L.D.

32.01 ARTIFICIAL TURF S.L.D.

32.02 PERFORATED METAL SCREEN FENCE, TYP. SEE DETAILS
11-13-14-15/A1.08.

32.03 VAN ACCESSIBLE PARKING STALL

32.04 PAINTED I.S.A. SYMBOL, TYP. SEE 2/A1.08

32.07 TREE, S.L.D.

32.10 PERFORATED METAL PANEL LOW FENCE. SEE SPECS & DETAILS 19
& 20/A1.08

32.11 CONC. SEAT WALL W/ PERFORATED METAL PANEL. SEE SHEET L4.3

32.13 PEDESTAL DRINKING FOUNTAIN AND BOTTLE FILLER, SEE 10/A1.08

32.14 TRAFFIC ARROW, TYP SEE 12/A1.07

32.15 LANDSCAPE FURNISHINGS TYP, SEE LANDSCAPE PLANS

32.16 PEBBLES TYP , SEE LANDSCAPE PLANS

32.22 WHITE PARKING STRIPING, 3" WIDE

1/8" = 1'-0"
3

EXISTING ENLARGED PARKING PLANEXISTING ENLARGED PARKING PLAN

180

APP. INC:
REVIEWED FOR

SS FLS ACS

DATE:

IDENTIFICATION STAMP
 DIV. OF THE STATE ARCHITECT

01-118676 01

4 4 4

05/01/2020

sdooher
Line

sdooher
Line

sdooher
Text Box
ALL WORK TO BE BID ON THIS SHEET EXCEPT AREAS WITH "X"



WIDTH AS SCHEDULEDWIDTH AS SCHEDULED TOP RAIL

TIE WIRES

DOME CAP, TYP.

G10 - PUSH SIDE

STRIKE LATCH BRACKET

PANIC HARDWARE ATTACHED 
TO 1-3/4" X 12" LT. WT. 
RECTANGULAR TUBE - MILLED 
TO SHAPE OF GATE STILE.

(E) FENCE POST AT KITCHEN 
FREEZER ENCLOSURE

SECURE  FENCE FABRIC WITH TOP 
& BOTTOM RAILS TO (E) FENCE 
POST 

1 IN NO-CLIMB FABRIC, TYP.

1 5/8" Ø RAIL w/ CLOSER - 5 LBS 
FORCE MAX.

±3' - 6"3' - 5"

GATE FOOTING 16"Ø  x 63" DEEP
TYP., FOR GATE G10

ROD BRACE WITH 
TURNBUCKLE
(E) FENCE AT SOUTH 
PROPERTY (ADJACENT TO 
PG&E LOT)

FENCE w/ END POST & 
FOOTING. SEE SPEC 
SECTION 32 31 13 CHAIN 
LINK FENCE AND GATES

GATE FOOTING 24" Ø  x 75" 
DEEP, TYP FOR GATE G9

G9

HEAVY DUTY FULCRUM 
LATCH WITH PADLOCK

CASTER, SEE /10 A1.06

CANE BOLT AT BOTH GATE 
LEAF WITH CONC 
FOOTING, 
SEE DETAIL /15 A1.06

BOTTOM RAIL, TYP.

7'
 - 

0"

(E) AC PAVING

(E) AC PAVING

GATE MARK SIZE
TYPE MODEWIDTH 

PER LEAF HEIGHT

CANE 
BOLT
(   )

LEVER 
HARDWARE

(   )

PAD-LOCKABLE 
GATE LATCH

(   )

PANIC 
HARDWARE

(   )

KICK 
PLATE

(   )
NOTES

G1

G6

(2)4' - 0" 7' - 0" PERF PAIR

(2)11' - 0" PAIR

SGL.

PERF

SGL.

SEE 
DETAIL

-

12' - 0" 

4' - 0" 

9' - 6"

7' - 0"

7' - 0"

CL

-

-

SEE DETAIL 10/-

- -

HDWR
GROUP

-

CL -

G9 PAIR(2)11' - 0" 7' - 0" CL - - -

-

G2 (2)4' - 0" 7' - 0" PERF PAIR -

G3 (2)3' - 0" 7' - 0" PERF PAIR -

G4 (2)3' - 0" 7' - 0" PERF PAIR -

G5 (2)4' - 0" 7' - 0" PERF PAIR -

G7

G8

G10 SGL. -4' - 0" 7' - 0" CL - -

-

-

-

-

-

G11

-G12

-

PAIR -

/17 A1.06

/17 A1.06

/17 A1.06

/17 A1.06

/17 A1.06

/18 A1.06

/6 A1.06

/6 A1.06

/12 A1.06

(2)4' - 0" 7' - 0" WM

- -

-

/12 A1.06

/17 A1.06

4' - 0" 7' - 0" CL PAIR - - - /8 A1.06

29

29

29

29

29

29

30

30

30

30

31

31

GATE NOTES

GATE HARDWARE
1. GATE HARDWARE PER SPECIFICATION SECTION 08 71 00 DOOR HARDWARE.

GATE MARK: SEE SITE PLAN SHEET A1.02 FOR LOCATION
TYPE: PERF = PERFORATED, CL = CHAINLINK, WM - WIRE MESH

1. SEE SPECIFICATION SECTION 32 31 13 CHAIN LINK FENCES AND GATES
2. FABRIC SHALL BE ZINC COATED STEEL WIRE, COATED WITH 1.8 OUNCES OF ZINC 

PER SQUARE FOOT CONFORMING TO REQUIREMENTS IN ASTM A 392. 
3. TOP AND BOTTOM SELVAGE SHALL HAVE TWISTED AND/OR KNUCKLED FINISH.
4. GATE POST: 3" O.D. DIA. ZINC COATING TO BE 1.8 OUNCES PSF SURFACE.
5. PIPE POSTS SHALL HAVE TOPS WHICH EXCLUDE MOISTURE.
6. END, CORNER, PULL, AND GATE POSTS SHALL HAVE BRACES WITH SAME 

MATERIAL AS TOP RAIL AND TRUSSED TO LINE POSTS WITH 3/8” RODS AND 
TIGHTENERS.

7. HINGES: GALVANIZED PRESSED STEEL OR MALLEABLE IRON TO SUIT GATE SIZE, 
NON LIFT-OFF TYPE, OFFSET TO PERMIT 180 DEGREE GATE OPENING.   

CHAINLINK FENCE GATE NOTES:

GALVANIZED STEEL

SPRING LOAD SWIVEL CASTER

SEE PLAN FOR FINISH GRADE

CHAINLINK FENCE FABRIC, TYP.

CHAINLINK BOTTOM FRAME, TYP.

CHAINLINK FRAME BEYOND, TYP.

A A
1" Ø STL PIPE

3/4" Ø STL ROD

1/4" STL PLATE x 1 1/2"x
2 3/4"

1/4" STL PLATE x 1 1/2"x
2 1/4"

2 3/8" - 2 1/2" GATE 
FRAME

1/4" STL PLATE x 1 1/2"
x2 3/4"

1/4" STL PLATE x 
1 1/2"x 2 1/4"

1" Ø STL PLATE
2 3/8" - 2 1/2" GATE 
FRAME

1" Ø STL SLEEVE 
EMBED. FLUSH W/ 
SLAB

1/4" STL PLATE x 
1 1/2"x 2 3/4"
1/4" STL PLATE x
1 1/2"x 2 1/4"

8"Ø x 12" DEEP CONC 
FOOTING W/1-1/4" ID 
SLEEVE

CONC, SEE CIVIL 
DRAWINGS

SECTION B-B

SECTION A-A

B B

  3
/4

"

1/8"
1/8"

  2
"

  1
/2

"

  3
/4

"

  5/8"

1/8"
1/8"

1/8"
1/8"

  1
/2

"

  1 1/4"

  3
"

  3
/4

"
  3

/4
"

  3
"

  1
/8

"

HSS TUBE POST AT 
DECORATIVE FENCE
SEE DETAIL /14 A1.06

ROD BRACE W/ 
TURNBUCKLE

1INCH NO-CLIMB 
CHAIN LINK FABRIC

TOP RAIL

WIRE TIES 
24" O.C. 
BETWEEN 
LINE POSTS

NOTE: 
SEE SPECIFICATION SECTION 32 31 13 FOR TYPICAL FENCE AND 
GATE COMPONENT SIZES

PIPE CORNER OR 
TERMINATION POST

GROUND FENCE
TO GROUND ROD

12
"

SE
E 

SI
TE

 P
LA

N

7'
-0

" T
YP

.
3"

BOTTOM RAIL

2" M
AX

END POST:
16"Ø X 63" DEEP

LINE POST:
16"Ø x 63" DEEP

END POST LINE POST

ROD BRACE WITH
TURNBUCKLE

TOP RAIL

CANE BOLT w/ 
SLEEVES 
SEE DETAIL

CASTER, SEE 
/10 A1.06

4" MAXWIDTH AS SCHEDULED

AS
 S

C
H

ED
U

LE
D

H
EI

G
H

T

AC PAVING, SEE 
CIVIL DRAWINGS

/15 A1.06

(E) BUILDING

1' - 6" WIDTH AS SCHEDULED

4"

1 5/8" Ø RAIL w/ 
CLOSER
- 5 LBS FORCE MAX.

HEAVY DUTY 
FULCRUM LATCH

GATE FOOTING
REQUIRED DEPTH:
G7:  16"Ø  x 72" DEEP
G8:  16"Ø  x 63" DEEP

3"
 T

YP

G8 -PULL SIDE

STRIKE LATCH 
BRACKET 

G7 -PULL SIDE

LOCKSET AND 
LEVER

1 IN NO-CLIMB FABRIC

10"H PIPE TUBE FRAME
(SMOOTH SURFACE 
FULL WIDTH OF DOOR 
PER CBC§11B-404.2.10 

PERFORATED METAL 
PANEL @ G1, G2, G3, 
G4 & G5
WIRE MESH @ G12

FOOTING - SEE DETAIL
   TYP

G12: FOOTING TO BE 
16" DIA X 57" DEEP

CANE BOLT w/ SLEEVE,  
SEE 
PROVIDE FOOTING AND 
SLEEVE AT OPEN & 
CLOSED POSITION.

STRIKE LATCH BRACKET

2"X2" TUBE STEEL 
FRAME

M
AX2"

SEE SCHEDULE FOR WIDTH

/15 A1.06

SE
E 

SC
H

ED
U

LE
 F

O
R

 H
EI

G
H

T

2"X10" TUBE STEEL  

4"x4" POST w/ STEEL 
PLATE, SEE DETAIL

/27 A1.06

CONC. PAVING SEE 
CIVIL DRAWINGS

27
A1.06

PUSH SIDE - G1, G2, G3, G4, G5 , G12

40
"

PULL SIDE - G1, G2, G3, G4, G5

PULL SIDE - G12

3"
3"

EQ
EQ

EQ
EQ

29
A1.06

26
A1.06

10 GA.x4" x 12" CATCH 
THRU BOLT TO GATE 
FRAME

27
A1.06

180 DEG CLOSER & 
HINGE ASSEMBLY, TYP. 

40
"

40
"

PERFORATED METAL 
PANEL. SEE DETAIL 

 WIRE MESH 

/20 A1.06

26
A1.06

G1,G2,
G3,G4,

G5

G12

/14 A1.06

11' - 0"
22'-0" OVERALL GATE OPENING

MIRROR

6"
6"

EQ
EQ

EQ
3' - 6 3/4"EQ. EQ.

28
A1.06

CANE BOLT WITH PADLOCK AT GATE INTERIOR

PERFORATED 
PANEL SEE 
DETAL 

2"x10"

2" STEEL PLATE, 
AT PANEL JAMB
2"x6" AT JAMB

8 " C-CHANNEL 
BEVEL END

2"x4"

6"x6"x1/4" HSS END POST, SEE

CANE BOLT WITH PADLOCK AT GATE EXTERIOR
VEHICAL GATE FOOTING - SEE 
DETAIL

CONC. PAVING 
SEE CIVIL 
DRAWINGS

/14 A1.06

/20 A1.06

/14 A1.06

3' - 8"

2"
 M

IN
 - 

4"
 M

AX
VA

R
R

IE
S

PERFORATED 
PANEL, SEE DETAIL

FENCE FOOTING - SEE 
DETAIL /14 A1.06

3"x3"HSS TUBE STEEL 
FENCE POST.

1/4" STEEL PLATE, 
WELD TO POST

48
"  

H
IG

H
 A

T 
W

ES
T 

C
O

U
R

TY
D

7'
 - 

0"
 T

YP
 F

EN
C

E 
H

EI
G

H
T

CONC PAVING. SEE 
CIVIL DRAWINGS FOR 
SLOPE. 

30
A1.06

/20 A1.06

30
°

CANE BOLT AT EACH DOOR LEAF 
WITH PADLOCK
SEE DETAIL. ONE SIDE EXTERIOR 
MOUNT, SEE ELEVATION

PERFORATED PANEL SYSTEM 
SECTION. NOTCH 2 IN FOLD AT TOP 
AND BOTTOM FOR GATE TUBE STEEL 
FRAME

2"x10"x1/4" HSS TUBE STEEL FRAME 
BELOW

1/4" X 2" STEEL PLATE, WELD TO HSS 
TUBE STEEL FRAME TOP AND BTTM
1/2" STANLESS STEEM BOLT @ 12 O.C.

2"x6"x1/4" HSS 
TUBE STEEL 
FRAME AT 
JAMB

30°

FLAT MOUNT GATE HINGE, WELD TO 
POST AND GATE (GUARDIAN 2180.100 
OR EQUAL)

WELDED STEEL CAP FOR 
COLUMN, TYP. GRIND EDGES
 1/4" STEEL PLATE, WELD TO 
POST AND C-CHANNEL 
8 " C-CHANNEL (C8X11.5) 
BEVEL ENDS AT HINGE 

2"x4"x1/4" HSS TUBE 
STEEL FRAME ABOVE

3"x3"x1/4" HSS TUBE 
STEEL FENCE POST
6"x6"x1/4" HSS TUBE 
STEEL FENCE POST

GATE JAMB ABOVE @ C-CHANNEL

1"

GATE JAMB @ PERFORATED PANEL

1/4"

CANE BOLT AT EACH DOOR LEAF SEE DETAIL
PANIC HARDWARE & LEVER. SEE 
HARDWARE GROUP

2"x10"x1/4" HSS TUBE STEEL FRAME BELOW

1/4" THICK STEEL PLATE, WELD TO HSS GATE POST
1/2" STANLESS STEEM BOLT @ 12 O.C.

2"x2"x1/4" HSS TUBE STEEL FRAME AT JAMBS

10 GA.x4" x 12" CATCH THRU 
BOLT TO GATE FRAME

4"x4"x1/4"  HSS TUBE STEEL GATE POST. WELD CLOSER PLATE AT TOP, GRIND EDGES

PERFORATED PANEL 
SYSTEM SECTION.  
SEE DETAIL /30 A1.06

SEE GATE POST FOOTING DETAIL /14 A1.06

1/4"

180 DEG CLOSER & HINGE ASSEMBLY , TYP 
(LOCINOX MAMMOTH 180, OR EQUAL)

3/16

3/16
TYP

1/2" STANLESS STEEL BOLT @ 12 O.C.

3"x3"x1/4" HSS TUBE STEEL FENCE 
POST. WELD STEEL CAP, TYP. GRIND 
EDGES

PERFORATED PANEL SYSTEM SECTION. 
2" FOLD AT ALL ENDS

1/4" STEEL PLATE, WELD TO 
POST

1/4"

2" FOLD AT ALL ENDS

SEE FENCE FOOTING DETAIL /14 A1.06

3"

'w'

'd
'

POST THICK-
NESS

FTG 
DEPTH

 'd'

FTG 
WIDTH

 'w'

POST
HEIGHT

END 7'-0"

LINE 7'-0"

GATE 
(PED) 7' -0" 

1/8"

1/4"

1/4" 

GATE 
(VEHICLE) 9' -6" 1/4" 99" 24"

66" 18"

60" 16"

99" 24"

END 4'-0"

LINE 4'-0"

1/4"

1/4" 48" 16"

48" 18"

POST 
SIZE

6"x6"

3"x3"

4"x4" 

6"x6" 

4"x4"

3"x3"

4'-8" TYP

3"x3"x1/4" HSS TUBE STEEL FENCE 
POST. WELD STEEL CAP, TYP. GRIND 
EDGES
SEE FENCE FOOTING DETAIL /14 A1.06

1" X 2" L WELD TO POST

3/4" STANLESS STEEL BOLT

1/4"

1/4"x2"x2" STEEL PLATE WELD TO 
PANEL FRAME. 5 PER PANEL
18GA x 1" STEEL U-EDGING 

WIRE MESH (McNICHOLS SS/ 304 HALO)
4FT WIDE PANEL

WIRE MESH (McNICHOLS SS/ 1162 HALO) 4FT WIDE PANEL
CANE BOLT AT EACH DOOR LEAF SEE DETAIL

PANIC HARDWARE & LEVER. SEE 
HARDWARE GROUP

2"x10"x1/4" HSS TUBE STEEL FRAME BELOW

2"x2"x1/4" HSS TUBE STEEL FRAME AT JAMBS

10 GA.x4" x 12" CATCH THRU BOLT TO 
GATE FRAME

4"x4"x1/4"  HSS TUBE STEEL GATE POST. WELD CLOSER PLATE AT TOP, GRIND EDGES
SEE GATE POST FOOTING DETAIL 

180 DEG CLOSER & HINGE ASSEMBLY , TYP 
(LOCINOX MAMMOTH 180, OR EQUAL)

/14 A1.06

WIRE MESH FENCE PANEL SYSTEM. SEE DETAIL /29 A1.06

3/16" x 1" FLAT BAR, ALL AROUND, 
BOTH SIDES. WELD TO FRAME

3/16

3/16
TYP

4' - 0"

2" 2"

2"

(A
D

JU
ST

 P
AN

EL
 H

EI
G

H
T 

FO
R

 P
AV

IN
G

 S
LO

PE
 S

EE
7'

 - 
2"

 T
YP

IC
AL

2"
2"

2 IN PANEL FOLD ON ALL SIDES

PRE-DRILLED FASTENER HOLES AT 12IN 
MAX SPACING

3' - 8"

PANEL ELEVATION

PANEL SECTION

BASIS OF DESIGN:
BŌK MODERN 14 GAGE STEEL WITH KAYNAR FINISH. CUSTOM DESIGN 
NOTE: CAD FILE AVAILABLE FOR MANUFACTURER.

/
25

A
1.

06

BOK PATTERN A-31 25% 
SCALE, TYP 

TIE WIRES

POST, 3IN. DIA

GATE FRAME w/ 
WELDED CORNERS

GALV CHAIN LINK 
FABRIC w/ VINYL 
PRIVACY SLATS, TYP 
AT MECHANICAL 
ENCLOSURE

DIAGONAL BRACE w/ 
TURN BUCKLE

GATE FOOTING
16"Ø  x 57" DEEP
TYP FOR GATE G11

3"3"

WIDTH PER SCHEDULE

3'
 - 

0"

EQ EQ

ROP ROD w/ (3) 
GUIDES AND 
PADLOCK FORK

BRACE RAIL

TOP RAIL

6IN CONC. 
HOUSEKEEPING PAD 
SLAB w/ 4# 
REINFORCING @ 16" 
O.C. BOTH 
DIRECTIONS o/ 5" 
MIN. CLASS 2 AGG. 
BASE COMPACTED 
TO 95% RELATIVE 
COMPACTION

STL DLEEVE EMBED 
FLUSH w/ CONC.

3/4" CHAMFER 
AT EDGE

ADJACENT GRADE

4"

ETE

C-27362
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INTERNATIONAL SYMBOL OF 
ACCESSIBILITY AND GRAPHICS 
PAINTED W/ WHITE REFLECTORIZED 
PAINT w/ 3/4"MIN. TALL LETTERING -
GRAPHICS AS FOLLOWS: 
"ACCESSIBLE PARKING" INCLUDE 
"MINIMUM FINE $250" (SHOWN 
BELOW)

3 - #10x3/4" SELF TAPPING VANDAL 
PROOF SCREWS

2" DIA STD WT STL PIPE POST -
GALV. SEE DETAIL

16 GA. GALV STL SIGN PAINTED W/ 
BLUE REFLECTORIZED PAINT 
INCLUDING FASTENERS

FINISH GRADE

MINIMUM
FINE $250

VAN 
ACCESSIBLE 

PARKING

1"R TYP.

6
'-8

" 
M

IN
. 
C

L
R

.
1

' -
 6

"

1' - 0"

/5 A1.07

NOTE:

1. BORDER & IMAGE TO 
BE PAINTED W/ WHITE 
REFLECTORIZED 
TRAFFIC PAINT

2. BACKGROUND TO BE 
PANTONE SYSTEM 
MATCHING. "306C".

3. THIS FLOOR MARKING 
SHALL COMPLY WITH 
CBC 11B-703.7.2.1

BLUE
BACKGROUND

2
"

 
 

3
'-

0
"

2
"

2"   3'-0" 2"

UNAUTHORIZED VEHICLES
PARKED IN DESIGNATED

ACCESSIBLE SPACES NOT
DISPLAYING

DISTINGUISHING PLACARDS
OR SPECIAL LICENSE
PLATES ISSUED FOR

PERSONS WITH DISABILITIES
WILL BE TOWED AWAY AT
THE OWNER'S EXPENSE.

TOWED VEHICLES MAY BE
RECLAIMED AT 

BY TELEPHONING 
(925) 944-6850

(WCSD OFFICE)

6
'-8

"
A

B
O

V
E

 F
IN

IS
H

 G
R

A
D

E

(N) POST, SEE

(N) SIGN WITH BLUE BACKGROUND 
AND 1" MIN HEIGHT LETTERING.

/5 A1.07

1' - 5"

1
' -

 1
0

"

2% SLOPE
AWAY
TO DRAIN

1'-0" DIA CONC FTG - SLOPE TOP TO 
DRAIN

2" DIA STD WT STL PIPE POST -
GALV

FIN GRADE OR PAVING, REFER TO 
SITE PLAN

3 - #10 x 3/4" SELF TAPPING 
VANDAL PROOF SCREWS

SIGNAGE VARIES

3
"

2
' -

 0
"

6
'-8

" 
M

IN
. 
C

L
R

.

0.90" - 0.92"
AT BASE 0.45"-0.47"

AT TOP

  0
.2

"

TYPICAL PLAN

SET IN MASTIC 

FLUSH

A

A

NOMINAL

2.3 - 2.4"

2
.3

 -
 2

.4
"

N
O

M
IN

A
L

WIDTH OF WALKWAY

3
'-0

" 
D

E
E

P

NOTE: DETECTABLE WARNING SURFACES SHALL CONTRAST 
VISUALLY WITH ADJACENT WALKING SURFACES

0
.6

5
M

IN
.

SCALE: 3" = 1'-0"

NO SCALE

#4 REBAR, TYP.

#4 REBAR, TYP.

MASTIC

NON-SHRINK GROUT, TYP.

B SECTION

A FRONT ELEVATION

7B

PRECAST CONC WHEEL STOP

E
M

B
E

D

 
 

1
2

"
4

" 
.

1
"

1" 1"5 1/2".

1
/4

"

  6"   5'-0"   6"

ASPHALT CONCRETE

1/4" GALV. STEEL PLATE, 
3 TOTAL - TOP, MIDPOINT 
& BOTTOM

GALVANIZED COLUMN, 
S.S.D. PAINT

1/8" FILLET WELD, EA. SIDE

3" DIA. SCHEDULE 40 
DOWNSPOUT AT NEW 

CANOPY

U
O

N

4
"

(N) CLEANOUT 
AND NO HUB 
COUPLING

(E) FIN. GRADE

(N
) 

G
A

L
V

A
N

IZ
E

D
 C

O
L
U

M
N

4" DIA. SCHEDULE 40
STEEL PIPE CONNECTOR

(N) STORM 
DRAIN, S.C.D.

CLEANOUT TO BE AB&I 
FOUNDRY TEST TEE PART 
NO. 02048 W/ FERNCO 
1056-33 COPING OR 
APPROVED EQUAL

(N) DOWNSPOUT

HSS COLUMN, S.S.D.

BASE PLATE o/ 
NON-SHRINK 
GROUT. S.S.D.

CANOPY FOOTING, SSD

*AISLE FOR VAN STALL
MUST BE ON PASSENGER

SIDE OF STALL

WHEEL STOP, TYP. SEE

4" WIDE STRIPE, TYP.

NO  
PARKING

PAINT MIN. 12" HIGH WHITE 
LETTERS, THE WORDS 
"NO PARKING" WITHIN 
EACH ACCESS AISLE, TYP.

STRIPING INDICATED 
W/ HATCH PATTERN 
MUST BE PAINTED 
BLUE. INTERIOR 
DIAGONAL STRIPE TO 
BE PAINTED WHITE

INTERNATIONAL
SYMBOL OF 
ACCESSIBILITY STALL 
SURFACE EMBLEM, TYP. 
SEE

EQ. TYP. EQ. TYP.

NOTE:
1. PAINT ALL STRIPING & SURFACE EMBLEM W/ WHITE TRAFFIC PAINT.
2. MAX. SURFACE SLOPE OF PARKING SPACE(S) & ACCESS AISLE(S) MAY NOT EXCEED 1:50 (2%) IN ANY 

DIRECTION.
3. MIN. 98" CLEARANCE SHALL BE PROVIDED AT VAN ACCESSIBLE PARKING SPACE & ALONG AT LEAST ONE 

VEHICLE ACCESS ROUTE TO SUCH SPACES FROM SITE ENTRANCE(S) & EXIT(S).

12'-0" MIN @ VAN ACCESSIBLE 5' - 0" MIN 9'-0" MIN.

1
2

".

1
8

'-0
" 

M
IN

.

36" TY
P
.

8"

T
Y

P
.

2
' -

 0
"

EQ EQEQ EQ

TYP. VAN ACCESSIBLE 
PARKING SIGN. SEE

TYP. PARKING SIGN. 
SEE /1 A1.07/1 A1.07

/2 A1.07

/7 A1.07

FLUSH CURB

TRUNCATED DOMES.  
SEE DETAIL /6 A1.07

3
6
" 

M
IN

CL

PLAN
FRONT ELEVATION

30"x48" 
CLR 
SPACE

SIDE ELEVATION

BUBBLER, TYP.

LINE OF CLR. AND 
UNOBSTRUCTED 
KNEE SPACE AND 
TOE SPACE

ACC. DRINKING 
FOUNTAIN, S.P.D.

M
IN

.

9
"

2
7

" 
M

IN
.

MIN.

8"

15" MIN. 5" MAX.

MAX

6"

2
7

" 
M

IN
.

(N) CANE 
DETECTOR, 
SEE

(N) CANE 
DETECTION, 
BOTH SIDES

(E) EXTERIOR 
WALL

3
8

" 
- 

4
3

"

3
6
" 

M
A

X
 T

O
 B

U
B

B
L

E
R

MIN.

11".

/25 A9.21

REPAIR IN KIND 
WOOD SIDING THAT 
WAS REMOVED IN 
ORDER TO INSTALL 
BLOCKING

A1.07
18

NOTES: SEE DETAIL 28/- FOR CLEARANCES

6X16 BLKG W/ A35 CLIP, TOP 
AND BOT, EA END

BRACKET FASTENERS BY MFR.

BUBBLER (TYP.)

PUSH BUTTON
VALVE (TYP.)

CONCEALED INTEGRAL
BRACKETS (2) W/
3/8" DIA LAG SCREWS W/ 3" MIN 
EMBED; MIN OF (6) PER 
MOUNTING PLATE

3
" 

M
IN

.

1
"

PAINTED STEEL "C" 
CHANNEL. SEE 11/S7.0

8
" 

T
Y

P
2

"

1/4" DIA. 304 SS WELDED 
TO CHANNEL. MIN. 2 
PER LETTER, TYP.

PAINTED HSS STEEL 
POST CHANNEL. 
S.S.D.

8" HIGH STUD 
MOUNTED CAST METAL 
LETTER W/ 1/8" TH 
BACK PLATE, TYP.

SPACER SLEEVE, 
TYP.

9' - 6"

SEE ELEVATIONS 
FOR HEIGHT

NOTE: UNDERSIDE OF ROOF AND T.S. FRAME TO BE PAINTED, TYP.

HSS 6x.312 ROUND 
COLUMN, S.S.D.

HSS 6x3x1/4, S.S.D.

HSS 6x6x3/8 w/ CAP PLATE BEYOND, S.S.D.

3" METAL DECK

PAINTED GSM 
FLASHING

STANDING SEAM METAL 
ROOF, UES ER #309

VAPOR BARRIER

COVER BOARD, TYP

SHEAR TAB, TYP SSD

BENT PLATE SSD

8"

3" METAL DECK

NOTE: UNDERSIDE OF ROOF AND T.S. FRAME TO BE PAINTED, TYP.

PAINTED GSM 
FLASHING

STANDING SEAM METAL 
ROOF, UES ER #309

VAPOR BARRIER

COVER BOARD, TYP

PAINTED STEEL "C" 
CHANNEL, S.S.D.

PAINTED STEEL 
ANGLE, S.S.D.

3’-0” CLIP SPACING W/ 
#12 SCREWS

6
' -

 0
"

4
' -

 0
"

1' - 0"

1
0

' -
 0

"

R 2' - 8"

1' - 0"

6
' -

 0
"

4
' -

 0
"

5' - 0"

1' - 0"

4
' -

 0
"

HSS 6x6x3/8 W/ CAP PLATE AND SHEAR TAB CONNECTION, TYP S.S.D.

NOTE: UNDERSIDE OF ROOF AND T.S. FRAME TO BE PAINTED, TYP.

GUTTER & STRAP. 
FOR ATTACHMENT, 
SEE

STANDING SEAM METAL ROOF, UES ER #309
VAPOR BARRIER

COVER BOARD, TYP

/24 A8.12

8"

4
"

4"

SEE ELEVATIONS 
FOR HEIGHT

3" METAL DECK

PAINTED GSM 
FLASHING, TYP ALL 
AROUND

HSS 6x.312 ROUND 
COLUMN, TYP S.S.D.

HSS 6x3x1/4, TYP S.S.D.

1/4" / 12" SLOPE

8" UON

18 GA GSM 
RWL, PAINT

3-1/2" DIA 
SCHEDULE 40 
DOWNSPOUT, 
PAINT

3
"

ATTACHMENT, 
SEE /8 A1.07

NOTE: UNDERSIDE OF ROOF AND T.S. FRAME TO BE PAINTED, TYP.

PAINTED GSM 
FLASHING, 3 SIDES

PAINTED STEEL "C" 
CHANNEL, S.S.D. SEE 
6/S7.0

1/4" / 12" SLOPE

3" PAINTED METAL 
DECK S.S.D.

STANDING 
SEAM ROOF, 
UES ER #309

PAINTED STEEL 
ANGLE, S.S.D. SEE 
6/S7.0

1/2" COVER BOARD

PAINTED HSS 
COLUMN, S.S.D.

PAINTED HSS 
8x6x3/16, S.S.D.

OF COLUMN

1/2" THICK PAINTED 
METAL PLATE @ 2' - 0" 
O.C. @ GUTTER

GUTTER & STRAP. 
FOR ATTACHMENT, 
SEE /24 A8.12

4
"

4"

18 GA GSM RWL, 
PAINT, SEE 
FOR DOWNSPOUT
SEE 
FOR ATTACHMENT

/30 A1.07

/8 A1.07

WELD ALL AROUND, 
SSD, SEE 6/S7.0
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1 1/2" = 1'-0"
1

ACCESSIBLE PARKING SIGNACCESSIBLE PARKING SIGN

3/4" = 1'-0"
2

ACCESSIBLE SYMBOLACCESSIBLE SYMBOL

1 1/2" = 1'-0"
4

TOW AWAY SIGNAGETOW AWAY SIGNAGE

1/2" = 1'-0"
5

TYPICAL SIGN POST & FOOTINGTYPICAL SIGN POST & FOOTING

3" = 1'-0"
6

TRUNCATED DOMESTRUNCATED DOMES

3" = 1'-0"
7

PRECAST CONCRETE WHEEL STOPPRECAST CONCRETE WHEEL STOP

3" = 1'-0"
8

DOWNSPOUT ATTACHMENTDOWNSPOUT ATTACHMENT

1 1/2" = 1'-0"
10

DOWNSPOUT TO NEW STORM DRAINDOWNSPOUT TO NEW STORM DRAIN3" = 1'-0"
15

COVERED WALKWAY @ COLUMN BASECOVERED WALKWAY @ COLUMN BASE

1/4" = 1'-0"
27

ACCESSIBLE PARKINGACCESSIBLE PARKING

1/2" = 1'-0"
28

ACCESSIBLE HI-LO DRINKING FOUNTAINACCESSIBLE HI-LO DRINKING FOUNTAIN
1 1/2" = 1'-0"

18
DRINKING FOUNTAIN SECTIONDRINKING FOUNTAIN SECTION

3" = 1'-0"
16

ENTRY SIGNAGEENTRY SIGNAGE

3" = 1'-0"
20

SIDE EAVE @ COVERED WALKWAYSIDE EAVE @ COVERED WALKWAY

3" = 1'-0"
14

SIDE EAVE @ ENTRY CANOPYSIDE EAVE @ ENTRY CANOPY

INCREMENT I

1/4" = 1'-0"
12

TRAFFIC ARROWSTRAFFIC ARROWS

3" = 1'-0"
30

EAVE @ COVERED WALKWAYEAVE @ COVERED WALKWAY

3" = 1'-0"
29

EAVE @ ENTRY CANOPYEAVE @ ENTRY CANOPY

Delta Date Revisions By

180181

1/4" GALV. STEEL PLATE, 
3 TOTAL - TOP, MIDPOINT 
& BOTTOM

GALVANIZED COLUMN, 
S.S.D. PAINT

1/8" FILLET WELD, EA. SIDE

3" DIA. SCHEDULE 40 
DOWNSPOUT AT NEW 

CANOPY

U
O

N

4
"

STANDING SEAM METAL 

7/8" GUTTER

GUTTER

EXPANSION
JOINT 

16GA GUTTER, SEE
GUTTER DETAILS

14GA 2IN GSM 
STRAP @ 36" OC.

TYPICAL GUTTER ASSEMBLY TYPICAL EXPANSION JOINT

EXPANSION 
COVER

NOTE:
CONTRACTOR TO SUBMIT SHOP DRAWINGS FOR ALL SHEET METAL FLASHINGS

FLANGED GUTTER
ENDS,RIVETED &
SOLDERED INTO EA.
END SECTION OF
GUTTER

4"

R
O
O
F 

S
LO

P
E

M
A
TC

H

1
"

4
"

1/2"

6"

4-#12 SMS @ EA STRAP

4-#12 SMS @ EA STRAP

 3/4" = 1'-0"
2

 3" = 1'-0"
7

 3" = 1'-0"
3

DOWNSPOUT ATTACHMENTDOWNSPOUT ATTACHMENT

 1/4" = 1'-0"
12

 3" = 1'-0"
13

TYP GUTTER DETAIL @ CANOPYTYP GUTTER DETAIL @ CANOPY

3" METAL DECK

NOTE: UNDERSIDE OF ROOF AND T.S. FRAME TO BE PAINTED, TYP.

PAINTED GSM 
FLASHING

STANDING SEAM METAL 
ROOF, UES ER #309

VAPOR BARRIER

1/2" COVER BOARD, TYP

PAINTED STEEL "C" 
CHANNEL, S.S.D.

PAINTED STEEL 
ANGLE, S.S.D.

3’-0” CLIP SPACING W/ 2 -
#12 X1/2" SMS @ EA CLIP, 
CENTER OVER EACH TOP 
OF FLUE

16" PANEL WIDTH

2 #12 SMS 36" SPACING, 
ALL AROUND 

 3" = 1'-0"
14

SIDE EAVE @ ENTRY CANOPYSIDE EAVE @ ENTRY CANOPY

 3" = 1'-0"
13

SEE ELEVATIONS 
FOR HEIGHT

NOTE: UNDERSIDE OF ROOF AND T.S. FRAME TO BE PAINTED, TYP.

HSS 6x.312 ROUND 
COLUMN, S.S.D.

HSS 6x3x1/4, S.S.D.

HSS 6x6x3/8 w/ CAP PLATE BEYOND, S.S.D.

3" METAL DECK

PAINTED GSM 
FLASHING

STANDING SEAM METAL 
ROOF, UES ER #309

VAPOR BARRIER

1/2" COVER BOARD, TYP

SHEAR TAB AND BOLT, TYP SSD

BENT PLATE SSD

8"

2'-8” CLIP SPACING W/ 2 - #12 SMS @ EA 
CLIP, PENETRATE COVERBOARD AND 
DECK, CENTER OVER EA FLUE BELOW 

16" PANEL WIDTH

2 #12 SMS 36" SPACING, 
ALL AROUND 

HSS 6x6x3/8 W/ CAP PLATE, SHEAR TAB AND BOLT CONNECTION, TYP S.S.D.

NOTE: UNDERSIDE OF ROOF AND T.S. FRAME TO BE PAINTED, TYP.

GUTTER & STRAP. 
FOR ATTACHMENT, 
SEE

STANDING SEAM METAL ROOF, UES ER #309 VAPOR BARRIER

COVER 
BOARD, TYP

/13 A1.07

8"

4
"

4"

SEE ELEVATIONS 
FOR HEIGHT

3" METAL DECK

PAINTED GSM 
FLASHING, TYP ALL 
AROUND

HSS 6x.312 ROUND 
COLUMN, TYP S.S.D.

HSS 6x3x1/4, TYP S.S.D.

1/4" / 12" SLOPE

8" UON

18 GA GSM 
RWL, PAINT

3-1/2" DIA 
SCHEDULE 40 
DS, PAINT

3
"

ATTACHMENT, 
SEE /3 A1.07

BENT PLATE, TYP. SSD, 

2’-8” CLIP SPACING W/ 2 - #12 
SMS @ EA CLIP, PENETRATE 
COVER BOARD AND DECK, 
CENTER OVER EA FLUE 
BELOW 

2-#12 SMS @ 36" 
SPACING, ALL 
AROUND

3/16

2' - 8" TYP

NOTE: UNDERSIDE OF ROOF AND T.S. FRAME TO BE PAINTED, TYP.

PAINTED GSM FLASHING, 3 SIDES

PAINTED STEEL "C" 
CHANNEL, S.S.D. SEE 
6/S7.0

1/4" / 12" SLOPE

3" PAINTED METAL 
DECK S.S.D.

STANDING SEAM ROOF, UES ER #309

PAINTED STEEL 
ANGLE, S.S.D. SEE 
6/S7.0

1/2" COVER BOARD

PAINTED HSS 
COLUMN, S.S.D.

PAINTED HSS 
8x6x3/16, S.S.D.

OF COLUMN

1/2" THICK PAINTED 
METAL PLATE @ 2' - 0" 
O.C. @ GUTTER, WELD 
ALL AROUND, SSD

GUTTER & STRAP. 
FOR ATTACHMENT, 
SEE /13 A1.07

4
"

4"

18 GA GSM RWL, 
PAINT, SEE 
FOR DOWNSPOUT
SEE 
FOR ATTACHMENT

/30 A1.07

/3 A1.07

WELD ALL AROUND, 
SSD, SEE 6/S7.0

3’-0” CLIP SPACING W/ 2 - #12 
SMS @ EA CLIP, CENTER 
OVER EA FLUE BELOW 

3/16

2 #12 SMS 36" SPACING, ALL AROUND 

3' - 0" TYP

 3" = 1'-0"
20

SIDE EAVE @ COVERED WALKWAYSIDE EAVE @ COVERED WALKWAY
 3" = 1'-0"

30
EAVE @ COVERED WALKWAYEAVE @ COVERED WALKWAY

 3" = 1'-0"
29

EAVE @ ENTRY CANOPYEAVE @ ENTRY CANOPY

180
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5
' -

 0
"

20' - 0" (N) PLANTING 
AREA, SLD

6" CONC CURB, SCD FLUSH TRANSITION

CURB RAMP, SCD

R
 1

4
' - 6

"

4" LINES TO BE PAINTED WHITE. 
INTERIOR LINES TO BE SPACED 
3'-0" OC MAXTRUNCATED DOMES, 

SEE DETAIL /6 A1.07

CROSS SLOPE OF LANDING AREAS DO NOT EXCEED 2% IN ANY DIRECTION

8.33% MAX

6.7% SCD

8' X 20'

36"

2% MAX IN ALL 
DIRECTIONS

2% MAX IN ALL 
DIRECTIONS

30 FOOT TALL FLAG POLE

CONCRETE PAVING

5
' -

 6
".

2' - 0"  DIA

EXPANSION JOINT, TYP

WOOD WEDGES BY 
INSTALLER, TAMP W/ 
DRY SCREENED SAND

CEMENT OR WATER-
PROOF COMPOUND 
IN TOP 2" OF GROUND 
SLEEVE

SPUN ALUMINUM 
HEAVY DUTY COLLAR, 
CAULK PERIMETER, 
COLOR TO MATCH

GROUND SLEEVE 
ASSEMBLY, GALVANIZED 
CORRUGATED TUBE

LIGHTNING ROD PER MFR

#3 SPIRAL REBAR CAGE @ 
3 3/8" PITCH. TERMINATE 
SPIRAL @ VERT BAR W/ 
135° HOOK

(6) #3 REBAR, VERTICAL

EQ EQ

3
" 

C
L
R

M
IN

FLAG POLE

#3 SPIRAL REBAR 
CAGE @ 3 3/8" PITCH 

(6) #4 REBAR, VERTICAL

A A

SECTION A-A

C
L

R
.

3
"

 
 

2
"

A
F

F
 M

A
X

R
O

P
E

 C
L

E
A

T
 T

O
 B

E
 4

' -
 0

"
2
'-0

"
1
'-0

"
4
'-0

"

3
"

A.C. PAVING OR 
CONC.
SLAB

SUBGRADE

18" DIA. CONC. FOOTING

6" DIA. GALV. STL. PIPE
CONC. FILLED, PAINT 
W/ TRAFFIC YELLOW

SLOPE TO DRAIN

1/2"∅ WEEP HOLE

DOME TOP CONC. 
PAINT W/ TRAFFIC 
YELLOW

NOT INTENDED AS
VEHICLE BARRIER

3
8

" 
- 

4
3

"18"-19" MIN.

2
7

" 
M

IN
. 
C

L
R

.

E
Q

E
Q

BUBBLER, TYP.

PUSH BUTTON 
VALVE, TYP.

BOTTLE FILLER, TYP.

1
1

 3
/4

"

FILTER

10" PIPE, PER MFR.

BY MFR.

10" SS CARRIER, 
PER MFR. 

ACCESS DOOR

WATER SUPPLY 
BY OTHERS

1/2"X1/2" ZINC PLATED 
ROD., MOUNT PER MFR.

BOLT CENTERED 
UNDER ADA ARM

C/L OF WASTE

WATER LINE

ANCHORED INSIDE 
OF PEDESTAL, TYP.

NOTES:
1. 3/8" NYLON REINFORCED NYLONBRAID TUBING FROM MFR. SHALL CONNECT 

TO COPPER PIPE WATER SUPPLY.
2. WATER FLOW AT BUBBLER SHALL BE 4 INCH HIGH MIN. W/ 30 DEG. MAX 

ANGLE OF WATER STREAM.
3. INSTALLATION TO BE COMPLETED IN ACCORDANCE WITH MANUFACTURER'S 

SPECIFICATIONS.

1-1/2" ABS SCHD. 40 
WASTE/DRAIN PIPE3

6
" 

M
A

X
. 
S

P
O

U
T

 H
E

IG
H

T

5
"

5" MAX. 15" MIN.

3
0

" 
x 

4
8
" 

C
L

R
 F

L
R

 S
P

A
C

E

2' - 9 15/16"

LANDSCAPING

CONC. CURB

15" MIN. 5" MAX.

3
4

" 
M

A
X

.

4
8

" 
M

A
X

.

CBC 11B-602.8

18" - 19" PER

CONC. PAVING, 
SEE SITE PLAN

4-3/8" EXPANSION 
ANCHORS W/ 2" EMBED

PAINT (E) WOOD 
BEAM

CONCRETE 
WALKWAY

NOTE: SEE VERT. 
ATTACHMENT 
DETAIL 13/A1.08

FACTORY PAINTED 
METAL PANEL, TYP

PAINTED 3"x3"x1/4" 
HSS TUBE STEEL 
FENCE POST. 
ALIGN W/ FACE OF 
COLUMN, TYP

PAINT (E) 5" DIA.  
STEEL COLUMN, 
BEYONd

1/2" STAINLESS 
STEEL BOLT @ 
12" O.C., TYP

PAINTED 1/4" STEEL 
PLATE, WELDED TO 
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NTS

13

PEA GRAVEL 4" DEEP
(NO SOIL IN BOX)

FINISH GRADE

8" PVC PIPE

PVC MALE ADAPTER

3"

GATE VALVE

BRICK-2 TOTAL

PVC MAIN LINE

18"

FLUSH IN LAWN OR 1" ABOVE
FINISH GRADE IN SHRUB OR
GROUNDCOVER AREA

10" ROUND PLASTIC VALVE BOX
WITH BOLT DOWN LID.

DIRECT BURIAL LOW  VOLTAGE
CONTROL WIRES TAPED AND BUNDLED
EVERY 10' COMMON TRENCHED WITH
MAINLINE

TRENCH WIDTH

18"

FINISHED GRADE

MIN.3"

2"

MIN.MIN.

2"

MIN.3"

12"

LATERAL PIPE, SIZE PER
IRRIGATION PLAN

MAIN LINE, SIZE PER
IRRIGATION PLAN

UNDISTURBED
NATIVE SOIL

NATIVE TRENCH
BACKFILL

FINISHED SURFACE
OF MULCH

CHRISTY'S BLUE WARNING TAPE
#TA-DT-2-B-W-1 OVER MAINLINE
PIPE

10"

PIPE ZONE AND BEDDING
BACKFILL, FREE OF ROCKS
OVER 1" DIAMETER.

NOTES:

1.  CENTER BOX OVER REMOTE CONTROL VALVE TO FACILITATE SERVICING VALVE.

2.  SET BOXES 1" ABOVE FINISH GRADE OR MULCH COVER IN GROUND COVER/SHRUB
AREA AND FLUSH WITH FINISH GRADE IN TURF AREA.

3.  SET RCV AND VALVE BOX ASSEMBLY IN GROUND COVER/SHRUB AREA WHERE
POSSIBLE. INSTALL IN LAWN AREA ONLY IF GROUND COVER DOES NOT EXIST
ADJACENT TO LAWN.

4.  SET BOXES PARALLEL TO EACH OTHER AND PERPENDICULAR TO EDGE.

5.  AVOID HEAVILY COMPACTING SOIL AROUND VALVE BOX EDGES TO PREVENT
COLLAPSE AND DEFORMATION OF VALVE BOX SIDES.

6.  ALL VALVE BOXES SHALL HAVE BOLT DOWN LIDS.

7.  VALVE LID SHALL BE PERMANENTLY INSCRIBED "CONTROL VALVE" AND  WITH THE
CONTROLLER STATION NUMBER.

EDGE OF LAWN, WALK, FENCE, CURB, ECT.

13" X 24" RECTANGULAR 

14" X 19" RECTANGULAR

QUICK COUPLING VALVE IN BOX

12"

12"

12"

12"

VALVE BOX

VALVE BOX

12"

12" 12" 12"

STRIP WIRES APPROXIMATELY 5/8" FROM END AND TWIST ON
WIRE CONNECTOR

INSERT WIRES AND WIRE CONNECTOR INTO GEL
FILLED BODY

CLOSE END OF BODY AND SNAP SHUT

12"

FINISH GRADE. 

PVC TEE OR ELBOW.

PVC LATERAL LINE.

BUBBLER (SEE LEGEND)

2"-4"

12"

NOTE:  INSTALL ONE BUBBLER WITHIN PLANTING BASIN ON
EDGE OF ROOTBALL AT A MAXIMUM OF 6" FROM TRUNK OF
SHRUB.

1/2" I.P.S. FLEXIBLE PVC BY SALCO OR EQUAL LENGTH AS
REQUIRED (NOT TO EXCEED 8')

SHRUB - SEE PLANS

1"

QUICK COUPLING VALVE

1" SCHEDULE 80 
PVC 90° ELL (3)

PVC MAIN LINE

BRICK-2 TOTAL

CARSON 10" ROUND BOLT  DOWN
PLASTIC VALVE BOX

FLUSH IN LAWN OR 1" ABOVE
FINISH GRADE IN SHRUB OR
GROUNDCOVER AREA

#4 REBAR STAKE-18" LONG WITH
S.S. HOSE CLAMPS (2)

WALK, CURB OR HEADER

1" X 3" SCHEDULE 80 PVC NIPPLE

PEA GRAVEL (NO
SOIL IN BOX)

NOTE: LOCATE QUICK COUPLER VALVES
AT ENDS OF MAINLINE WITHIN VALVE
MANIFOLDS WHERE POSSIBLE AS SHOWN
ON PLANS.

1" X 6" SCHEDULE
80 PVC NIPPLE

18"

PVC MALE ADAPTER

PRE-FABRICATED

FINISH GRADE

ROOTBALL

TREE

BUBBLER

SWING JOINT
ASSEMBLY

LOCATE BUBBLER TUBES
ADJACENT TO ROOTBALL.

12"

PVC LATERAL LINE

ROOT WATERING SYSTEM WITH GRATE, SWING
JOINT ASSEMBLY AND BUBBLER INSTALLED 1"
ABOVE GRADE (FLUSH TO GRADE IN TURF
AREAS).

NOTES:
1. BUBBLER TREE TO BE PLACED  UPHILL SIDE OF
ROOTBALL. REFER TO PLANS FOR NUMBER OF
BUBBLERS PER EACH TREE.

18"

36"

CONCRETE SLAB

LOCKABLE ENCLOSURE DOOR

OUTSIDE WALL

SCHEDULE 40 GREY PVC
ELECTRICAL CONDUIT
WITH SWEEP ELL FOR LOW
VOLTAGE WIRE

120 VOLT SWITCH FOR
SERVICE

IRRIGATION
CONTROLLER

120 VOLT A.C. ELECTRICAL SERVICE FROM
SOURCE TO CONTROLLER LOCATION
PROVIDED BY LICENSED ELECTRICAL
CONTRACTOR.

LOW VOLTAGE CONTROL WIRE (EXTEND
CONDUIT 12" BEYOND CONCRETE SLAB)

WIRELESS SENSOR LOCATED AT ROOF EDGE 
SEE BLOW UP DETAIL BELOW

HARDSCAPE SURFACE
(DRIVEWAY, WALK,
ETC.)

PVC LATERAL OR
MAINLINE

COMPACTED
SUBGRADE

18"

IRRIGATION
CONTROL WIRING

12"

IRRIGATION SLEEVE

FINISH GRADE

NOTE:  SLEEVE IS TO EXTEND 12"
      BEYOND EDGE OF PAVING.

NOTE: REFER TO DETAIL 8
SHEET S5.0 FOR TYPICAL
EXCAVATION PARALLEL TO
FOOTING DETAIL.

178

L4.4
180181180177

APP. INC:
REVIEWED FOR

SS FLS ACS

DATE:

IDENTIFICATION STAMP
 DIV. OF THE STATE ARCHITECT

01-118676 01

4 4 4

05/01/2020



6

4

1

2

3

5

2'
4'

7

4"
4"

8"

8"

3"
CLR

1"

FG

8

L5.1

CONSTRUCTION

DETAILS

MM

MO

16

5241

Delta Date Revisions By

6
/
1
3
/
2
0
1
9
 
1
0
:
3
9
:
4
9

A
M

C
:
\
U

s
e
r
s
\
l
d
e
l
l
a
m

a
g
g
i
o
r
a
\
D

o
c
u
m

e
n
t
s
\
5
2
4
1
_
W

A
L
N

U
T

_
C

R
E

E
K

_
I
N

T
_
R

1
9
_
c
e
n
t
r
a
l
_
l
d
e
l
l
a
m

a
g
g
i
o
r
a
@

h
y
-
a
r
c
h
.
c
o
m

.
r
v
t

5241

04/20/20

Delta Date Revisions By

MODERNIZATION AND

RECONFIGURATION PROJECT

WALNUT CREEK SCHOOL DISTRICT

2425 WALNUT BOULEVARD, WALNUT

CREEK, CA  94597

ISSUE DATE: BY:

1/16" = 1'-0"GRAPHIC SCALES:

5'0 50' 0 5'

1/8" = 1'-0" 1/4" = 1'-0"

25' 0 1' 12'

1/2" = 1'-0"

0 1' 6' 0

1" = 1'-0"3/4" = 1'-0"

4' 0 1'

1 1/2" = 1'-0"

03' 2' 0

A REDUCED PRINT SCALE ACCORDINGLY

IF THIS SHEET IS NOT 30"x42" , IT IS

3" = 1'-0"

1'

Client Project Number:

Sheet

Drawn By:

Checked By:

Revit Version:

Facility

Project

Sheet Title

Scale:

Sheet

HY Architects Project number:

This document is the property of the Owner and is not to be used without his written permission

Architect/Engineer Of Record:_________________________________________________

MH4/20/20

DSA APPROVAL

INCREMENT I

of

Issue Date:

Revisions

#

AS SHOWN

14

179 180181180178

APP. INC:
REVIEWED FOR

SS FLS ACS

DATE:

IDENTIFICATION STAMP
 DIV. OF THE STATE ARCHITECT

01-118676 01

4 4 4

05/01/2020



L5.2

CONSTRUCTION

DETAILS

MM

MO

16

5241

Delta Date Revisions By

6
/
1
3
/
2
0
1
9
 
1
0
:
3
9
:
4
9

A
M

C
:
\
U

s
e
r
s
\
l
d
e
l
l
a
m

a
g
g
i
o
r
a
\
D

o
c
u
m

e
n
t
s
\
5
2
4
1
_
W

A
L
N

U
T

_
C

R
E

E
K

_
I
N

T
_
R

1
9
_
c
e
n
t
r
a
l
_
l
d
e
l
l
a
m

a
g
g
i
o
r
a
@

h
y
-
a
r
c
h
.
c
o
m

.
r
v
t

5241

04/20/20

Delta Date Revisions By

MODERNIZATION AND

RECONFIGURATION PROJECT

WALNUT CREEK SCHOOL DISTRICT

2425 WALNUT BOULEVARD, WALNUT

CREEK, CA  94597

ISSUE DATE: BY:

1/16" = 1'-0"GRAPHIC SCALES:

5'0 50' 0 5'

1/8" = 1'-0" 1/4" = 1'-0"

25' 0 1' 12'

1/2" = 1'-0"

0 1' 6' 0

1" = 1'-0"3/4" = 1'-0"

4' 0 1'

1 1/2" = 1'-0"

03' 2' 0

A REDUCED PRINT SCALE ACCORDINGLY

IF THIS SHEET IS NOT 30"x42" , IT IS

3" = 1'-0"

1'

Client Project Number:

Sheet

Drawn By:

Checked By:

Revit Version:

Facility

Project

Sheet Title

Scale:

Sheet

HY Architects Project number:

This document is the property of the Owner and is not to be used without his written permission

Architect/Engineer Of Record:_________________________________________________

MH4/20/20

DSA APPROVAL

INCREMENT I

of

Issue Date:

Revisions

#

AS SHOWN

15

1

2

3

4

5

6

7

8

9

WCI
I

180 180181

SEE STRUCTURAL
DRAWING 12/S7.1

W/ #4 @ 12" OC EACH WAY, T&B

W/ #4 @ 12" OC EACH WAY, T&B

W/ #4 @ 12" OC EACH WAY, T&B

180179

APP. INC:
REVIEWED FOR

SS FLS ACS

DATE:

IDENTIFICATION STAMP
 DIV. OF THE STATE ARCHITECT

01-118676 01

4 4 4

05/01/2020

sdooher
Line

sdooher
Line



L5.3

CONSTRUCTION

DETAILS

MM

MO

16

5241

Delta Date Revisions By

6
/
1
3
/
2
0
1
9
 
1
0
:
3
9
:
4
9

A
M

C
:
\
U

s
e
r
s
\
l
d
e
l
l
a
m

a
g
g
i
o
r
a
\
D

o
c
u
m

e
n
t
s
\
5
2
4
1
_
W

A
L
N

U
T

_
C

R
E

E
K

_
I
N

T
_
R

1
9
_
c
e
n
t
r
a
l
_
l
d
e
l
l
a
m

a
g
g
i
o
r
a
@

h
y
-
a
r
c
h
.
c
o
m

.
r
v
t

5241

04/20/20

Delta Date Revisions By

MODERNIZATION AND

RECONFIGURATION PROJECT

WALNUT CREEK SCHOOL DISTRICT

2425 WALNUT BOULEVARD, WALNUT

CREEK, CA  94597

ISSUE DATE: BY:

1/16" = 1'-0"GRAPHIC SCALES:

5'0 50' 0 5'

1/8" = 1'-0" 1/4" = 1'-0"

25' 0 1' 12'

1/2" = 1'-0"

0 1' 6' 0

1" = 1'-0"3/4" = 1'-0"

4' 0 1'

1 1/2" = 1'-0"

03' 2' 0

A REDUCED PRINT SCALE ACCORDINGLY

IF THIS SHEET IS NOT 30"x42" , IT IS

3" = 1'-0"

1'

Client Project Number:

Sheet

Drawn By:

Checked By:

Revit Version:

Facility

Project

Sheet Title

Scale:

Sheet

HY Architects Project number:

This document is the property of the Owner and is not to be used without his written permission

Architect/Engineer Of Record:_________________________________________________

MH4/20/20

DSA APPROVAL

INCREMENT I

of

Issue Date:

Revisions

#

AS SHOWN

16

1

T

1 1/2"

2

3

181 180181

, 1/4" THICK

ELEVATION

VARIES VARIES

#5 @ 12" OC EA DIRECTION
W/ STD HOOK EA END, SSD

#5 @ 12" OC

3" CLR, TYP

180180

APP. INC:
REVIEWED FOR

SS FLS ACS

DATE:

IDENTIFICATION STAMP
 DIV. OF THE STATE ARCHITECT

01-118676 01

4 4 4

05/01/2020


	ARCHITECTURAL
	A0.01A - TITLE SHEET
	A0.02 - SYMBOLS, LEGENDS AND ABBREVIATIONS
	A0.03 - BUILDING INFORMATION & CODE ANALYSIS SITE PLAN
	A0.04 - FIRE LIFE SAFETY SITE PLAN
	A0.11 - CODE ANALYSIS EXIT PLAN -BLDG 300, 350 MODULARS, & 400
	A0.12 - CODE ANALYSIS EXIT PLAN -BLDG 500
	A1.01 - SITE PLAN -DEMOLITION
	A1.02 - SITE PLAN
	A1.03 - FRONT ENTRY -SITE PLAN AND CANOPY PLAN
	A1.04 - FRONT ENTRY -CANOPY ELEVATIONS & SECTIONS
	A1.05 - ENLARGED SITE PLANS
	A1.06 - SITE DETAILS/GATE SCHEDULE
	A1.07 - SITE DETAILS
	A1.08 - SITE DETAILS
	A2.03 - BUILDING 300 & 350 MODULARS -DEMOLITION PLANS
	A2.04 - BUILDING L & 400 -DEMOLITION PLANS
	A2.05 - BUILDING 500 -DEMOLITION FLOOR PLAN
	A2.07 - BUILDING 700 & 800 -DEMOLITION PLAN
	A2.10 - BUILDING 300 & 350 MODULARS -FLOOR  PLANS
	A2.11 - BUILDING L & 400 -FLOOR PLAN
	A2.12 - BUILDING 500 -FLOOR PLAN
	A2.14 - BUILDING 700 & 800 -FLOOR PLAN
	A2.16 - DEMOLITION ROOF PLANS -BLDGS 300, L, 350 MODULARS & 400
	A2.17A - DEMOLITION ROOF PLANS -BLDGS 500 & 700
	A2.19 - ROOF PLANS -BLDGS 300, L, 350 MODULARS & 400
	A2.20A - ROOF PLANS -BLDGS 500 & 700
	A2.22 - BLDG 300 & 350 MODULARS, 400, & L -DOOR PLANS & SCHEDULE
	A2.23 - BLDG 500 & 700 DOOR PLANS & SCHEDULE
	A2.25 - WINDOW TYPES & SCHEDULE
	A3.04 - BUILDING 300 & 350 MODULARS -  EXTERIOR ELEVATIONS
	A3.05 - BUILDING 350 MODULARS & L -EXTERIOR ELEVATIONS
	A3.06 - BUILDING 400 & 500 -EXTERIOR ELEVATIONS
	A3.32 - BLDG 400 -SECTION & WALL SECTIONS
	A4.01 - ENLARGED FLOOR PLANS
	A5.07 - INTERIOR ELEVATIONS
	A5.08 - INTERIOR ELEVATIONS
	A5.09 - INTERIOR ELEVATIONS
	A5.10 - INTERIOR ELEVATIONS
	A5.11 - INTERIOR ELEVATIONS
	A5.12 - INTERIOR ELEVATIONS
	A6.03 - BUILDING 300 & 350 MODULARS -DEMO REFLECTED CEILING PLANS
	A6.04 - BUILDING L & 400 -DEMO REFLECTED CEILING  PLANS
	A6.05 - BUILDING 500 -DEMO REFLECTED CEILING PLAN
	A6.07 - BUILDING 700 -DEMO REFLECTED CEILING PLAN
	A6.10 - BUILDING 300  & MODULARS -REFLECTED CEILING PLANS
	A6.11 - BUILDING L & 400 -REFLECTED CEILING PLANS
	A6.12 - BUILDING 500 -REFLECTED CEILING PLAN
	A6.14 - BUIDLING 700 -REFLECTED CEILING PLAN
	A8.04A - WINDOW DETAILS
	A8.11 - ROOF DETAILS
	A8.12 - ROOF DETAILS
	A9.01A - WALL TYPES AND DETAILS
	A9.02A - DOOR & WINDOW DETAILS
	A9.03 - SUSPENSION SYSTEM FOR GYP. BD. CEILING & GYP. BD. CEILING DETAILS
	A9.06 - SUSPENSION SYSTEM FOR LAY-IN PANEL CEILING -DETAILS
	A9.10A - INTERIOR DETAILS & CASEWORK DETAILS
	A9.11 - INTERIOR DETAILS & TOILET ROOM DETAILS
	A9.21 - ACCESSIBILITY DETAILS
	ID1.00 - FINISH SCHEDULE
	ID2.02 - BUILDING 300, 350 MODULARS, & 500 -FLOORING FINISH  PLANS
	ID2.03 - BUILDING L & 400 -FLOORING FINISH PLANS
	ID2.06 - BUILDING 300, 350 MODULARS, & 500 -PAINT FINISH PLANS
	ID2.07 - BUILDING L & 400 -PAINT FINISH PLANS
	ID2.09 - INTERIOR ELEVATIONS -WALL GRAPHICS
	SG1.01 - SIGNAGE SCHEDULE
	SG2.02 - BUILDING 300, 350 MODULARS, & 500 -SIGNAGE PLANS
	SG2.03 - BUILDING L & 400 -SIGNAGE PLANS
	SG9.01 - SIGNAGE DETAILS

	STRUCTURAL
	S1.0 - SYMBOL LEGEND AND ABBREVIATIONS
	S1.1 - GENERAL NOTES
	S2.4 - BLDG 400 - FOUNDATION PLAN AND ROOF FRAMING PLAN
	S2.7 - DROPOFF  CANOPY AND WALKWAY - FOUNDATION AND ROOF FRAMING PLANS
	S5.0 - TYPICAL CONCRETE DETAILS
	S5.1 - TYPICAL CONCRETE DETAILS
	S5.2 - FOOTING DETAILS
	S7.0 - STEEL FRAMING DETAILS
	S7.1 - TYPICAL STEEL DECK DETAILS
	S8.0 - WOOD DETAILS
	S8.1 - WOOD DETAILS
	S8.2 - WOOD DETAILS

	MECHANICAL
	M0.1A - HVAC LEGENDS AND NOTES
	M0.2A - HVAC SCHEDULES
	M1.3 - BUILDINGS 300 & 350 MODULARS -HVAC DEMOLITION PLANS
	M1.4 - BUILDING L & 400 -HVAC DEMOLITION PLAN
	M1.5 - BUILDING 500 -HVAC DEMOLITION PLAN
	M2.3 - BUILDING 300 & 350 MODULARS -HVAC FLOOR PLANS
	M2.4 - BUILDING L & 400 -HVAC FLOOR PLAN
	M2.5 - BUILDING 500 -HVAC FLOOR PLAN
	M2.7 - BUILDING 700 -HVAC FLOOR PLAN
	M3.4 - BUILDING 400 -HVAC ROOF PLAN
	M5.1A - HVAC DETAILS
	M5.2A - HVAC DETAILS
	M6.1A - HVAC CONTROL DIAGRAMS
	M6.2A - HVAC CONTROL DIAGRAMS
	M7.1A - HVAC TITLE 24 DOCUMENTATION

	PLUMBING
	P0.1A - PLUMBING LEGEND, SCHEDULE AND NOTES
	P0.2A - PLUMBING FIXTURE SPECIFICATION AND CONNECTION SCHEDULE
	P1.3 - BUILDING 300 & 350 MODULARS -PLUMBING DEMOLITION PLAN
	P1.4 - BUILDING L & 400 -PLUMBING DEMOLITION PLAN
	P1.5 - BUILDING 500 -PLUMBING DEMOLITION PLAN
	P1.7 - BUILDING 700 -PLUMBING DEMOLITION PLAN
	P2.3 - BUILDING 300 & 350 MODULARS —PLUMBING FLOOR PLAN
	P2.4 - BUILDING L & 400 -PLUMBING FLOOR PLAN
	P2.5 - BUILDING 500 -PLUMBING FLOOR PLAN
	P2.7 - BUILDING 700 -PLUMBING FLOOR PLAN
	P5.1A - PLUMBING DETAILS

	ELECTRICAL
	E0.01 - ELECTRICAL SYMBOLS, NOTES AND SCHEDULES
	E0.02 - ELECTRICAL ONE-LINE DIAGRAM
	E0.03 - ELECTRICAL PANEL SCHEDULES
	E0.04 - ELECTRICAL DETAILS
	E0.05 - ELECTRICAL DETAILS
	E0.06 - ELECTRICAL DETAILS
	E0.07 - ELECTRICAL DETAILS
	E0.08 - ELECTRICAL TITLE 24 POWER
	E0.09 - ELECTRICAL TITLE 24 INTERIOR LIGHTING
	E0.10 - ELECTRICAL TITLE 24 EXTERIOR LIGHTING
	E1.01S - ELECTRICAL EXISTING SITE LIGHTING AND POWER PLAN
	E1.02S - ELECTRICAL REVISED SITE LIGHTING AND POWER PLAN
	E1.03S - ELECTRICAL EXISTING SITE SIGNAL PLAN
	E1.04S - ELECTRICAL REVISED SITE SIGNAL PLAN
	E2.04 - ELECTRICAL LIGHTING PLANS BUILDING 300
	E2.05 - ELECTRICAL LIGHTING PLANS BUILDING 350 MODULARS
	E2.06 - ELECTRICAL LIGHTING PLANS BUILDING 400
	E2.07 - ELECTRICAL LIGHTING PLANS LIBRARY
	E2.08 - ELECTRICAL LIGHTING PLANS BUILDING 500
	E3.05 - ELECTRICAL POWER AND DATA PLANS BUILDING 300
	E3.06 - ELECTRICAL POWER AND DATA PLANS BUILDING 350 MODULARS
	E3.07 - ELECTRICAL POWER AND DATA PLANS BUILDING 400
	E3.08 - ELECTRICAL POWER ROOF PLAN BUILDING 400
	E3.09 - ELECTRICAL POWER AND DATA PLANS LIBRARY
	E3.10 - ELECTRICAL POWER AND DATA PLANS BUILDING 500
	E3.13 - ELECTRICAL POWER AND DATA PLANS BUILDINGS 700 AND 800
	E4.04 - ELECTRICAL SIGNAL PLANS BUILDING 300
	E4.05 - ELECTRICAL SIGNAL PLANS BUILDING 350 MODULARS
	E4.06 - ELECTRICAL SIGNAL PLANS BUILDING 400
	E4.07 - ELECTRICAL SIGNAL PLAN BUILDING 500
	E4.10 - ELECTRICAL SIGNAL PLANS BUILDINGS 700 AND 800
	E5.04 - ELECTRICAL FIRE ALARM PLANS BUILDING 300
	E5.05 - ELECTRICAL FIRE ALARM PLANS BUILDING 350 MODULAR BUILDINGS
	E5.06 - ELECTRICAL FIRE ALARM PLANS BUILDING 400
	E5.07 - ELECTRICAL FIRE ALARM PLANS LIBRARY
	E5.08 - ELECTRICAL FIRE ALARM PLANS BUILDING 500
	E5.11 - ELECTRICAL DEMOLITION FIRE ALARM PLANS BUILDINGS 700 AND 800
	E5.12 - ELECTRICAL FIRE ALARM PLANS BUILDINGS 700 AND 800
	E6.01 - ELECTRICAL FIRE ALARM NOTES
	E6.02 - ELECTRICAL FIRE ALARM RISER
	E6.03 - ELECTRICAL FIRE ALARM RISER
	E6.04 - ELECTRICAL FIRE ALARM CALCULATIONS
	E6.05 - ELECTRICAL FIRE ALARM CALCULATIONS
	E7.01 - ELECTRICAL DATA DETAILS
	E7.02 - ELECTRICAL DATA DETAILS

	CIVIL
	C1.01A - CIVIL DEMOLTION PLAN EAST CAMPUS
	C1.01B - CIVIL DEMOLITION WEST CAMPUS
	C1.02A - CIVIL SITE PLAN EAST CAMPUS
	C1.02B - CIVIL SITE PLAN WEST CAMPUS
	C1.03A - CIVIL UTILITY PLAN EAST CAMPUS
	C1.03B - CIVIL UTILITY PLAN WEST CAMPUS
	C1.04 - CIVIL DETAILS
	C1.05 - CIVIL DETAILS
	C1.06 - CIVIL DETAILS
	C2.01A - EROSION CONTROL PLAN EAST CAMPUS
	C2.01B - EROSION CONTROL PLAN WEST CAMPUS
	C3.01 - GENERAL NOTES, EROSION CONTROL NOTES & POLLUTION PROTECTION
	C3.02 - EROSION CONTROL DETAILS

	LANDSCAPE
	L0.1 - COVER SHEET
	L0.2 - LAYOUT NOTES & LEGEND
	L0.3 - PLANTING NOTES & LEGEND
	L1.1 - LAYOUT PLAN
	L1.2 - LAYOUT PLAN
	L2.1 - DIMMENSION PLAN DIMENSION PLAN
	L2.2 - DIMMENSION PLAN DIMENSION PLAN
	L3.1 - PLANTING PLAN
	L3.2 - PLANTING PLAN
	L4.1 - IRRIGATION PLAN
	L4.2 - IRRIGATION PLAN
	L4.3 - IRRIGATION NOTES AND LEGEND
	L4.4 - IRRIGATION DETAILS
	L5.1 - CONSTRUCTION DETAILS
	L5.2 - CONSTRUCTION DETAILS
	L5.3 - CONSTRUCTION DETAILS


